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ABSTRACT

Unit Operations labs are important tools to provide hands-on learning with
various chemical processes. At the University of Louisville, the concepts of distillation
were taught in both a Separations Operations course (ChE 436), as well as in the Unit
Operations lab (ChE 485 & 486). The distillation lab experiment allows students to
connect equations and definitions from textbooks to the physical processes as they occur.
LabVIEW was the software development tool used to create a program to control the
distillation column from startup to shutdown. Created by National Instruments,
LabVIEW is the industry standard for developing process control interfaces using
graphical coding to provide a visual representation of dataflow. Improvements were made
to both the distillation process equipment and the LabVIEW code to create a more
interactive lab experience, enhance students’ conceptual understanding of distillation, and
prepare students for their future career as chemical engineers.
Equipment issues prevented the distillation column from being fully functional.
Non-linear valves limited flow control, temperatures and differential pressures were
unable to be measured due to malfunctioning equipment, and the overall configuration
created excessive deadtime and inaccessible equipment. These deficiencies prevented the
LabVIEW code from performing an automatic startup, increased risk of injury for
performing maintenance tasks, and made the process difficult for students to understand.

iv

LabVIEW code issues including broken dataflow, overcomplication, and a restrictive
stacked sequence architecture further limited the use of the distillation column.
To address these deficiencies, linear valves were specified and ordered, a
differential pressure cell was repaired, and the temperature instrumentation was
investigated. The University of Louisville also partnered with C&I Engineering in order
to develop a redesign of the distillation column system to eliminate excessive deadtime
and increase equipment accessibility. Upgrades to the LabVIEW code were made as well,
including converting the overall architecture to a state machine, isolating the logic
operations, and removing unnecessary code.
Due to external circumstances, the valves were unable to be replaced and the
temperature instrumentation issues were not resolved. In order to test the upgraded code,
a simulation program to adjust and measure each control point was developed. Testing
the code in a simulation mode created a low risk setting to find and correct programming
and logic/sequence issues before applying the software to the distillation column. After
addressing an issue with the countdown timer discovered when running the simulation, it
was proven that the logic operates as designed. The code is expected to provide a more
functional and safer way to operate the distillation column once the remaining equipment
deficiencies are addressed.
Improvements made within the scope of this project have produced a safe and
strong, yet adaptable foundation for the distillation lab and software. The proposed
redesign will create a more streamlined process, better suited to enhance the student
learning experience. The updated code is safer for operating the distillation column,
allows for an increase in process control, and can be easily adapted for future projects to
v

meet evolving learning objectives. Recommendations for future upgrades include the
addition of error handling in the LabVIEW code, as well as developing a process controlbased lab to increase active participation with the distillation process.
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I. INTRODUCTION

At the University of Louisville, the distillation column in the Unit Operations lab is a
key tool in connecting the theories and mechanisms of separations operations learned in
the classroom with the physical process that students may one day see in industry. The
distillation column was controlled through software written in LabVIEW which allows
for the user to monitor system data such as temperatures and flow rates while also
manipulating valve position and pumps. Hardware issues as well as inefficient
programming have prevented the distillation column from being used to its fullest
potential for the student lab experience. The primary purpose of this project was to
enhance the experience of using the Unit Operations Lab distillation column by
upgrading the LabVIEW code used to run the column, addressing current equipment
deficiencies, and collaborating with C&I Engineering on a redesign of the existing
system.

A. Unit Operations Lab

Hands-on learning is an integral technique used to enhance understanding of a
particular concept. There is often a disconnect in the understanding between what is read
in a textbook and the hands-on experience of that concept. Specifically, in chemical
engineering, students study various processes in classes such as Heat Transfer and
Separation Operations where they learn equations to model different systems without
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experiencing the systems firsthand. This can lead to preconceived notions being
developed and gaps in knowledge of how a process truly works. In an experiment
conducted by Ferguson and Haegerty [3], it was shown that students who were able to
learn about pulley systems through hands-on experience were better able to solve
application problems related to the concept compared to students who learned about
pulley systems solely from diagrams.

In chemical engineering, a unit operations lab provides hands-on experience for
students with relevant pieces of equipment to bridge the gap between the equations and
theories discussed in the classroom and the physical equipment and processes that occur
within them. This experience builds upon a student’s initial understanding from the
classroom and provides a physical meaning to a once abstract variable in an equation.
This type of learning can be referred to as a conceptual understanding, where students go
beyond reciting a definition and instead are able to expand upon the concept to further
applications [4]. By rounding out a student’s conceptual understanding of a process with
the unit operations lab experience, they are better prepared to one day manage or design
the same process in industry.

McCabe defines the unit operations as operations used to conduct the primarily
physical steps of a process such as transporting solids and fluids, transferring heat
between materials, and separating components of a mixture [5]. These unit operations are
used in conjunction with reaction kinetics to develop various chemical processes. By
analyzing larger processes as their individual unit operations, the processes can be
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simplified, and similarities can be drawn between the same unit operations of vastly
different chemical processes across different industries. Common equipment used in a
unit operations lab includes heat exchangers, cooling towers, packed bed columns, filters,
and distillation columns. These pieces of equipment are typically scaled down to a lab or
benchtop size to allow for multiple operations within the same lab space, as well as to
reduce equipment and utilities costs. Within the unit operations lab, students are able to
perform various types of experiments with different degrees of involvement based on
how the lab is designed. Some labs performed are focused more on a student’s
observations of the processes occurring within a specific piece of equipment while other
labs require students to manipulate different variables and actively problem solve how the
changes will impact the overall system. Each type of lab has its own benefits for students
in providing a more wholistic understanding of the chemical processes seen in class and
in the lab.

B. Distillation

One chemical engineering process that can be difficult for students to conceptualize
on their own is distillation. Continuous distillation takes place typically within a vertical
column and is an operation used to separate a mixture of two or more fluids based on
their boiling points. In distillation, the fluid mixture is fed into the column where heat is
applied at the reboiler at the bottom of the column. The heat causes the more volatile
components of the mixture to vaporize while the least volatile components remain in the
liquid phase.
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Distillation columns can have either trays or packing as internals of the column to
assist in the separation of the fluids through mass transfer. Both internal types have their
own advantages and disadvantages. The decision between the two is ultimately based on
the needs of the operation, such as having a specific pressure drop, or economic
restrictions, such as reoccurring maintenance costs [6]. Since the distillation column in
the Unit Operations lab is a trayed column, only the mechanisms of a trayed distillation
column will be outlined.

For a trayed column, a vapor-liquid equilibrium is found at each tray. The equilibrium
occurs as vapor bubbles rise through the tray and mix with the liquid being held on the
tray before draining to the tray below. During this mixing period, mass transfer occurs
between the liquid and vapor phases. The more volatile component(s) from the liquid
phase transfer to the vapor phase and the least volatile component(s) from the vapor
phase transfer to the liquid phase [5]. This occurs at each tray within the column. As the
trays continue upward through the column, the concentration of the volatile component in
the vapor phase increases until, ideally, pure vapor of the most volatile component exists
at the top. To account for the realistic, non-ideal condition at the top of the column, a
reflux can be added where the vapors from the top are condensed and a portion of the
stream is sent back into the column to be further distilled. Reflux allows for increased top
product purity, as well as provides a liquid phase for the top of the column [5].

In the Unit Operations (Unit Ops) Lab at the University of Louisville there is a
continuous distillation column used to perform the separation of a water-methanol
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mixture. The boiling point of methanol is 65 degrees Celsius. The boiling point of water
is 100 degrees Celsius. Since methanol has the lower boiling point, it is the more volatile
component. Therefore, when heat is applied to the column, the methanol will vaporize at
a lower temperature than the water and will be collected as the tops product while the
water remains primarily in the liquid phase and is collected as the bottoms product.

FIGURE 1 shows a general schematic of the Unit Ops distillation column. The
column is made of glass and has six trays with a seventh stage considered to be the
reboiler. The vapor product at the top is sent to a condenser and then to an accumulator to
establish enough flow for reflux as well as prevent the reflux pump from running dry.
From the accumulator, the line splits so that a fraction of the tops product returns back to
the column as reflux and the rest is collected as the methanol distillate in a vessel. The
liquid product at the bottom of the column is also split into two streams. One stream goes
to a thermosyphon reboiler where it is vaporized and sent back to the bottom of the
column. The other stream is collected in a separate vessel as the bottoms product, water.
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FIGURE 1: General Schematic of Unit Ops Lab Distillation Column Equipment
Configuration

A McCabe-Thiele diagram can assist in visualizing the concentrations on each
tray. FIGURE 2 is an example of a McCabe-Thiele diagram developed by students for
the methanol-water distillation column in the Unit Ops lab [7]. The triangular steps
represent the stages within the column which includes each tray and as well as the
reboiler for this particular column. The vapor and liquid compositions of methanol can be
read at various stages within the diagram which helps to demonstrate the increasing top
product purity as the stages progress upward. McCabe-Thiele diagrams are developed
under specific system assumptions that are not representative of the actual system
however they still provide a rough model of the distillation operation that can assist in
visually representing the separation that occurs throughout the column [2].
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FIGURE 2: Methanol-Water McCabe-Thiele Diagram Developed for the Unit Ops
Distillation Column [2]

C. LabVIEW

LabVIEW was used to create the program that controls the Unit Ops distillation
column. LabVIEW is software created by National Instruments (NI) that provides a
graphical programming system using G-code [8]. The use of graphics allows the user to
better visualize the code for its application in comparison with traditional lines of text
code that may be more difficult to interpret. Different visual cues help to distinguish
between functions and their purpose as well as the sequencing of operations performed
by the code.
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FIGURE 3: Example of LabVIEW Wire Types [1]

One of the foundational concepts of LabVIEW is dataflow. This allows functions to
execute only when the necessary input variables are available to feed into the function.
Dataflow also allows independent functions to execute in parallel. Wires are used to
establish dataflow from inputs to functions to outputs. Different colored wires contain
different types of data, as shown in FIGURE 3, created by National Instruments [1]. Blue
wires are used for integers, pink wires contain strings, and green wires are for Boolean
data. The thickness also represents the data contained within the wire. A thin wire
indicates a scalar value, a thicker wire is for a one-dimensional array of data, and an even
thicker wire represents a two-dimensional array of data. The use of wires as well as the
difference in color and thickness assist in the visualization of the way specific types of
data are transferred throughout the code.

A LabVIEW program is called a virtual instrument, or VI [8]. There are two
primary components of the VI interface, the front panel and the block diagram. The front
panel is the screen which the application user interacts with while the program is running.
This is where data collected is presented to the user and where the user can control
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various parameters and adjust inputs based on the collected data. LabVIEW has various
visual elements built into the application such as knobs, switches, charts, and buttons that
enhance the user experience and can allow for a more efficient and meaningful
interaction between the user and the front panel. These visuals can be arranged freely to
fit the specifications necessary for the application and draw attention to the primary
components the user is concerned with.

The block diagram is where the G-code is implemented, and the programmer is
able to manipulate inputs to produce desired outputs. One type of input used on the block
diagram is a control. This is where the user can set a specific value, whether it is an
integer, string, or Boolean, that can be used for various functions on the block diagram.
For each controller used in the block diagram, a corresponding visual element appears on
the front panel for the user to interact with while the program is running. The control
element on the front panel and block diagram are linked so that as the controller is
manipulated on the front panel, the appropriate controller node on the block diagram
receives the correct information from the user’s input. The same feature also happens
with outputs called indicators. Indicators display output information on the front panel in
the form of single values, arrays, charts, graphs, tank levels, and more. A corresponding
indicator node exists on the block diagram for the programmer to wire data to in order to
display the desired output on the front panel.

Similar to other coding languages, G-code utilizes structures such as for loops and
while loops to build functionality in the coding. The for and while loops operate in the
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same manner in G-code as in other programming languages however there is a visual
aspect that can assist users in understanding what code is performed within a specific
loop and how data is carried to and from loops. In LabVIEW, the loops are drawn
graphically in large boxes. Inside the box is the code that is performed during each loop
iteration. Data can be wired into and out of loops and they can be operated in parallel,
nested, or in series as desired. Another type of loop structure used in LabVIEW is the
case structure (often called a case statement in traditional programming languages). In a
case structure, there are specified cases that can occur either sequentially or as desired
based on certain criteria being met. A case structure enclosed within a while loop
becomes a powerful programming architecture called a state machine. The while loop
allows the code inside to continue to run until a terminal condition has been met which
allows the program to move between different cases as desired by the user or as
programmed into the code. A diagram of a state machine is represented in FIGURE 4.

FIGURE 4: Example of LabVIEW State Machine Structure
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This specific example only has two states, either true or false. However, an
integer or enumerated list (simply called an enum) can also be wired into the case
selector to create multiple states based on the integer or the string values of the
enumerated list. Associating string values with the numerical list make the cases human
readable, while retaining ease of mathematical manipulation and transitioning of the
cases.

A second and key type of input used in LabVIEW is via data acquisition, also
referred to as DAQ. Using NI DAQ hardware devices, various types of data can be
collected from systems and used within the VI. For example, temperature can be
measured through a thermocouple and the signal can be sent through an NI DAQ device
to be used as input data in a VI. Running averages, standard deviations, or charts can be
developed from that data which could also be used for various calculations or setpoints
elsewhere within the code. LabVIEW also has functionality to allow users to control
instruments. For instance, valves can be opened and closed through user input or through
a programmed PID controller and pumps can be turned on and off as needed. Often,
DAQ is used in conjunction with controlling instruments in order to initiate or maintain a
particular process at desired specifications.

The LabVIEW software platform was designed for the primary purpose of data
acquisition, analysis and process control, especially within a laboratory setting [8]. While
some programs can be designed to run without much user interaction, LabVIEW
specializes in providing the functionality for an interdependence between the VI and the
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user to successfully control a system. The user interaction is an essential function and
must be built into the program and incorporated in the front panel and block diagram. For
instance, the same data can be represented with various types of indicators.
Consequentially, it is important for the programmer to select the most appropriate
indicator for the data being presented. Not all data may be necessary for the user either.
Therefore, the purpose of the application and how it will be used are important factors to
consider when deciding what information to display and how to display it so that the user
is not distracted by meaningless data. The same concept is applied to controllers as well.
Some functions will require tighter control than others so the selection of the type of
visual controller, whether it is a dial, sliding scale, or typed out integer, is important so
that the user is able to efficiently control the program. FIGURE 5 displays three of the
numerous types of controllers. While the sliding scale and dial may be more visually
appealing to the user, they may not allow the user to have the same level of control as the
numeric and thus hinder a user’s ability to effectively control a system.

FIGURE 5: Example of Three LabVIEW Numeric Controllers
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Overall, the key features of LabVIEW will be utilized to improve the existing
software used to operate the distillation column. Dataflow and state machines will be
incorporated to improve the code architecture. Controller and indicator selection will be
used in conjunction with other techniques identified as “best practice”, such as using
subVIs and minimizing wiring clutter, in order to create a more functional and
maintainable program to operate the Unit Ops distillation column. Knowledge of the
distillation process, process control, and the importance of hands-on experience will
influence the code upgrades to create a better tool for learning. The LabVIEW interface
encourages interaction between the operator and distillation column. Improving the code
used to run the process will allow for students to become the operators in both manual
and automatic modes. This will facilitate opportunity for more active involvement
between students and the distillation experiment, thus increasing their conceptual
understanding of distillation.
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II. EXISTING SETUP AND DESIGN

In order to fully understand the changes made within this project, the existing
equipment, current use as a lab, and programming of the Unit Ops Distillation Column
must be documented. Equipment limitations and programming deficiencies must be
identified to determine the necessary upgrades to improve the design and functionality of
the system.

A. Equipment

A primary source of limitations of the distillation column were due to the existing
equipment used in various parts of the process. For the column itself, the material of
construction inhibits the speed of the startup process as well as the ability to open the
column for maintenance. Additionally, the selection of valves and malfunction of the
accumulator differential pressure cell, bottom and ambient thermocouples, and top RTD
have caused compounding issues that further prevent the distillation column from being
operated efficiently. Finally, the organization of the piping introduces deadtime to the
system which increases difficulty in controlling the process.

The current distillation column used in the Unit Operations lab was built over 40
years ago (1970’s era). The column itself is made of borosilicate glass, more commonly
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known as the trademarked name Pyrex®. This glass can withstand higher temperatures
while allowing students to see the separation process occurring on each stage within. The
thermosyphon reboiler is made of glass as well. While glass is beneficial in allowing
students to gain insight on the fluid flow and separation occurring within the column, it
does introduce a risk of fracture when heat is rapidly applied causing thermal shock.
Therefore, it is imperative that heat is slowly introduced to the system to avoid fracturing
the glass distillation column and thermosyphon reboiler. Limiting the rate at which heat is
applied increases the overall startup time which is an inconvenience to the operator but is
a necessary tradeoff to avoid damaging equipment that is costly to replace.

The stages within the distillation column are single bubble cap trays with weirs and
downcomers on the sides. Compared to other tray types such as valve trays, a single
bubble cap tray is not as efficient, and students often recommend in lab reports to replace
the bubble cap trays with a more efficient tray type or packing. A primary factor
preventing the trays from being switched out is the material of construction of the gaskets
used within the column. The gaskets are made of Teflon® and have dried out
significantly over the years due to the methanol in the system. Should the column be
disassembled for maintenance, there is a high chance the gaskets would fall apart and
would have to be replaced throughout the column.

Other equipment that limits the distillation column includes the control valves.
Currently there are six control valves manipulated regularly within the system. TABLE 1
lists each valve as well as the current specifications.
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TABLE 1: Control valve specifications for unit ops distillation column

Both steam valves as well as the feed valve are typically used in heating,
ventilation, and air conditioning (HVAC) systems. The primary issue associated with
these valves is that they lack a linear control. As the voltage signal to the actuator
increases linearly by small increments, the valve opens exponentially. This makes flow
control difficult for mid-range valve placements from about 30% to 70% open and
renders the valve functionally useless as a control valve. It is important to note the impact
this has on startup, specifically for steam control. Since the column is made of glass, it is
necessary to apply heat slowly to the system which requires tighter control of steam flow.
An exponential steam valve makes it increasingly difficult to regulate the steam flow and
increases the risk of overheating the distillation column for an operator not familiar with
the exponential valve.

A secondary issue with the steam valves is the issue of operating the valves in a
steam-filled environment. The positioners for the steam valves were not sealed which
resulted in steam damage that affected the precision of the positioner. For that reason, the
main steam valve positioner was re-wired and moved inside the control room to prevent
further damage. The positioner for the steam bypass valve remained in the steam
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environment. Steam damage to the bypass valve positioner has caused the valve to slip,
prompting the operator to constantly adjust the positioner to maintain the desired valve
position.

Feed flow is also impacted by having a non-linear control valve. Rather than
impacting startup, it is normal operation that is primarily affected by the exponential flow
control. When the distillation column is in normal operation and is set to run
automatically, the feed flow is determined by a PID controller. The programming of the
PID controller assumes the valve it is controlling is linear. Therefore, the PID controller
has limited control over the feed valve which can make it difficult to maintain steady
state if the controller makes a 10% valve change but in reality, the valve opens 30% and
pushes the system to a different steady state than desired.

Another equipment limitation on the distillation column includes the bottoms
thermocouple and the tops resistance temperature detector (RTD). Both devices are
unable to report temperature measurements at their respective locations. The separation
process occurring in distillation is driven by the temperature gradient within the column.
It is important to have an accurate measurement of the temperature both at the top and
bottom of the column to better understand the profile of the column and thus, the
concentrations at each stage. Temperature is also a variable that indicates whether the
process has reached a steady state. Accurate and repetitive measurements of temperature
at the top of the column must be collected in order to determine if steady state has been
obtained and for how long it has been maintained.
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Differential pressure is another variable measured that is necessary to understand
flow rates and levels within the distillation process. One important differential pressure
measurement obtained is the level of the accumulator. The purpose of the accumulator is
to build up distillate level so that reflux can be initiated. Additionally, having substantial
reflux level will prevent the reflux pump from running dry should distillate flows
decrease. Due to trapped air in the accumulator differential pressure cell tubing, an
accurate measurement of the accumulator level is unable to be obtained. Not knowing the
accumulator level risks the accumulator running empty causing the reflux pump to run
dry or running full and disrupting the process. It also causes the operator to constantly
monitor the accumulator level and make manual adjustments, taking their attention away
from other parts other parts of the process.

A final limitation of the equipment is the overall layout of equipment and piping.
Due to various projects performed on the distillation column throughout the years, piping
has become entangled and longer than necessary for the process. This has significantly
impacted the deadtime throughout the column, especially on the reflux line. Due to low
volumetric flows in general throughout the system, fluid already does not travel fast. The
excessive pipe lengths further hinder efficient fluid flow as a consequence of increased
friction on the fluid from numerous pipe bends, as well as the impact of gravity on
vertical pipe sections. Increased deadtime directly impacts the ability to control the
system and must be incorporated in the PID controllers for better fluid flow control.
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A secondary impact of the entangled piping is related to accessibility of
equipment. Limited accessibility affects both maintenance practices as well as a student’s
ability to locate and identify various equipment throughout the process. From a
maintenance perspective, it is essential to be able to replace a valve without risking injury
due to poor ergonomics or without excessive costs to have other equipment temporarily
relocated. With the current location of equipment and piping, it is very difficult for the
majority of valves and pumps to be reached without contorting one’s body or working in
tight spaces. Repairing a valve or pump puts the individual at a greater risk for injury
while performing a routine maintenance task.

From a student’s perspective, the entangled piping makes it more difficult to
understand how the process of distillation works. Specifically, it makes it more difficult
for students to identify in person equipment, such as a condenser, that they have only
seen in textbook pictures. It also complicates the ability to follow the piping and gain an
understanding of the general direction of fluid flow throughout the entire distillation
process. For the Unit Ops distillation column, the reflux line in particular is very difficult
to follow from where it exits the accumulator to where it is sent back into the column.
Reflux can be a complicated aspect of distillation for students to understand which is why
it is important for them to be able to physically trace the reflux line and develop the
connection between the textbook definition of reflux and what it looks like physically.

In order to eliminate the accessibility issues for maintenance purposes and
enhance students’ learning experience, a redesign of the distillation column is necessary.
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The column itself does not need to be replaced, the primary issue is the layout of
equipment. A redesign of the system will allow for modifications made from past projects
that are no longer necessary to be removed. This will eliminate some of the excess
piping. Reorganizing the location of equipment to more logical locations based on the
flow of the process will further reduce excessive piping and thus decrease deadtime in the
system. The redesign will take into consideration ease of access of the equipment for
maintenance as well as for students to easily identify equipment and follow the process.

B. Unit Ops Distillation Column Lab

1. Manual Startup

While the distillation column required multiple updates, it was still able to be
operated as a Unit Ops lab experiment and used as a tool for teaching distillation to
students. Due to the state of existing equipment and programming, workarounds were
developed in order to continue using the column in a lab setting. The primary
circumvention used to operate the column was to run it in manual rather than use the
existing code to startup and maintain the column at desired specifications. Running the
distillation column in manual requires significantly more involvement from the operator
and necessitates the operator’s attentive presence throughout the approximately two-hour
long startup period. The operator must also be heavily involved in maintaining a quasisteady state throughout normal operation of the column which can be up to three hours
for the duration of the experiment.
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The steps required for a manual startup of the distillation column are documented in
APPENDIX I. The LabVIEW code used to run the column allows for both manual and
automatic startup modes. When running the program in manual, the operator will follow
the same steps that are programmed in the automatic mode; however, the operator
determines the timing, makes the valve adjustments, and turns on and off pumps
themselves. Running the distillation column in manual requires the operator to be
knowledgeable about the order in which startup is performed. A manual startup also
introduces risk to the equipment should the operator accidentally miss a step, misinterpret
system data, or be away from the distillation column for an extended period of time.

To summarize, the manual startup can be divided into three main components. The
first component is to prepare the fluids to be separated. This requires the feed tank to be
prepared with a water-methanol mixture. Since the column has a finite quantity of feed
mixture, it is operated as a batch system and requires that the bottom of the column be
drained so that the bottoms product and top product be transferred back to the feed tank
prior to startup. The final part of this component is to apply the feed to the column and
fill the bottom of the column to the desired level in preparation for the separation. Each
of these transfers of liquids throughout the system requires the operator to manually
manipulate the desired valves and turn on the corresponding pumps to initiate fluid flow
at the correct time.

The second component of startup is heating. In the heating component, there are
multiple phases that occur in order to slowly build up heat in the column. The first part of
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heating relies on sensible heat transfer driven by the temperature gradient between the
liquid in the bottom of the column and the steam being applied. The steam enters through
the thermosyphon reboiler and exits through the steam bypass line; therefore, only being
in contact with the heat transfer area for a short period of time and limiting the quantity
of heat transfer occurring.

The last part of the heating component relies on latent heat transfer. During this
phase, the steam bypass line is closed, thus allowing the steam to have a longer residence
time for heat transfer. This leads to the steam condensing and the latent energy associated
with condensation being transferred to the column. Heat transfer through latent energy is
much more efficient compared to sensible heat transfer and allows for a maximized heat
transfer to occur between the steam and the feed mixture at the bottom of the column.

There are multiple sensible and latent heat transfer steps that occur within the heating
phase. Each step is determined by a specific temperature setpoint that must be met in
order to progress onto the next step. During the sensible heat transfer steps, the steam
valve is gradually opened to increase steam flow. As the system is transitioned from
sensible to latent heat transfer, the bypass valve is incrementally closed in order to initiate
a smooth conversion from one type of heat transfer to the next without shocking the
system and risking fracturing the glass column. For a manual startup, these heating steps
must be performed by the operator. The temperature of the bottom of the column is
measured with an infrared thermometer gun rather than the failed thermocouple and the
operator must constantly take measurements in order to know when the temperature is
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approaching the next setpoint to progress to the following step. Once a setpoint is
achieved, the operator must open the steam valve and close the steam bypass valve to the
next established increments and continue again to monitor the temperature and wait for
the next setpoint. This occurs three times with temperature setpoints being approximately
45, 65, and 80°C in that order.

The final component to occur is the transition from startup to normal operation of the
distillation column. This occurs following the completion of the heating component
where the final heating setpoint has been achieved and top product vapors are starting to
be collected as the distillate. At this point, distillate begins to fill up the accumulator and
reflux is initiated once the accumulator reaches about 50% capacity. Once reflux is
established, the temperature at the top of the column is monitored for steady state
conditions where the temperature has no significant fluctuations. This signifies that the
system is ready to transition to the normal operation state. Due to external impacts on the
system, a steady temperature may not be achieved; therefore, a 20-minute time frame is
allowed for the column to reach a steady temperature. If it is not achieved by the end of
the time frame, the distillation column will be transitioned to normal operation regardless
of a steady temperature for the lab to be performed in a timely manner with the limited
feed supply.

From an operational standpoint, the normal operation state in manual still requires
significant involvement from the operator. The primary task of the operator is to ensure
the accumulator does not run full or empty. A full accumulator would upset the process
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and prevent distillate from being collected. An empty accumulator would cause the reflux
pump to run dry which risks causing damage to the pump. Therefore, the operator must
constantly monitor the accumulator level and adjust the distillate and reflux flow rates as
necessary. This must be done visually due to the failure of the differential pressure cell on
the accumulator, adding additional challenges as the operator must observe the
accumulator in the process area while controlling the process from the control room.
Constantly monitoring the accumulator level detracts from time available to monitor
other important parameters such as temperatures, flow rates, and the level of the bottom
of the column. Temperatures are especially important to monitor in order to understand
the state of the separation as well as ensure temperatures do not get too high and risk
equipment damage.

2. Lab

Once the distillation column is manually started up and has reached a normal
operation state, the Unit Operations lab is able to be performed as it is currently designed.
Due to the coding and equipment limitations, the lab is primarily operated as an
observational lab. This lab focuses on building an understanding of the concentration
gradient formed within the column for methanol and water as well as the general way in
which a distillation column performs a separation of fluids. The spring 2019 lab
procedure followed is documented in APPENDIX I [9]. Essentially, the procedure has
students take vapor and liquid samples at each tray within the column once it is in normal
operation mode and has achieved a quasi-steady state. The samples are then analyzed
using digital refractometer to obtain the refractive index of each sample. From this data,
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students can calculate the concentrations of water and methanol at each stage within the
column and develop a McCabe-Thiele diagram. Students are also tasked with developing
an overall mass balance for the distillation column. This connects concepts learned in the
Material and Energy Balance (MEB) class students take with a tangible process that they
are likely to see again in industry or other lab settings.

There are some limitations and opportunities for improvement associated with this
lab. The first is that with the current design of the lab, there are limited tasks for students
to perform. Having limited tasks decreases students’ involvement and can make it more
difficult for the students to be actively involved in the lab operations. There are typically
two lab groups of four students assigned to the distillation column lab at a time. This
results in eight students in total performing the lab where space around the equipment is
already limited. Student tasks in this lab include observing temperature and flow rate
readings, taking vapor and liquid samples at each tray within the column, condensing the
vapor samples and transporting them to the digital refractometer, and reading the digital
refractometer for each sample. For some of these tasks, there is a significant amount of
downtime that allows students to get distracted and stop being active participants in the
lab. The downtime is further increased as there are two students performing each task
where they will have to alternate each time the task is performed. The purpose of having
a unit operations lab is to foster active participation in hands-on experiments to build the
connection between abstract textbook concepts and tangible real-life operations.
Therefore, it is essential to have enough tasks for students to perform in order to maintain
active participation.
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C. LabVIEW Programming

1. Block Diagram Architecture

The overall architecture used in the original LabVIEW code for running the Unit Ops
distillation column was a stacked sequence structure. The stacked sequence architecture
originates from the flat sequence structure which is displayed as a film strip with
dataflow across the frames from left to right. An example of a flat sequence structure is
pictured in FIGURE 6.

FIGURE 6: LabVIEW Flat Sequence Structure with Sample Code

In this flat sequence structure, the date and time are obtained in the first frame and
displayed on an indicator. The data is then passed through the second frame where it must
wait for 1000 milliseconds. After this time delay expires, the data is then allowed to
move to the third and final frame where the current date and time are obtained and
displayed on an indicator again and the difference is calculated between the first date and
time and the second in order to determine the time it took to execute the program. This
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same code can be displayed as a stacked sequence structure as well. The stacked
sequence is pictured in FIGURE 7.

FIGURE 7: LabVIEW Stacked Sequence Structure with Sample Code

The same code exists in the stacked sequence however instead of seeing all
frames at once, only one is displayed at a time. The arrow at the top center of the frame
allows the user to switch between frames. When the program is running, it will maintain
the consecutively numbered order of frames as it would in the flat sequence. Typically,
the stacked sequence is used in place of the flat sequence structure to conserve space as
they both operate the same. The only functional difference is the manner in which the
sequence is displayed, whether the user sees all frames at once or just one at a time.

The distillation column software used multiple stacked sequences embedded
within a master stacked sequence to perform the startup, normal operation, and shutdown
of the column. The master stacked sequence had four frames: frame zero was idle, one
was startup, two was normal operation, and three was shutdown. Each frame must
execute completely before moving onto the next sequential frame. This structure can
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cause issues with displaying system data if it can only be displayed during a particular
frame but is needed throughout the duration of the column operation, such as
temperatures or flow rates. Case structures were also used within some of the stacked
sequences, both as Boolean and integer operations. FIGURE 8 is a summary of the
overall architecture of the existing distillation column software. The layers represent the
architecture used, either a stacked sequence or case structure. The number of frames or
cases in each architecture layer is displayed vertically down the Layer columns. This
table helps to provide a visual of the subsequences that occur within each main sequence,
as well as a general overview of the order in which various actions occur to startup the
column.

FIGURE 8: Summary of Original Stacked Sequence LabVIEW Code Architecture

Screenshots of each frame and sub-frame are documented in APPENDIX II. All
relevant code for each frame was able to be captured in a single screenshot except for the
normal operation code executed in frame two of the master stacked sequence. This frame
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required six screenshots divided into logical groups in order to capture all the code used
in the normal operation frame. Screenshots are be labeled in APPENDIX II referencing
the layers documented in FIGURE 8.

2. Startup Code
In frame zero of the master stacked sequence, there are no sub-sequences that
occur. This frame acts as an idle period waiting for the user to select ‘GO’ and initiate
startup. The idle period allows the operator to perform any necessary tasks prior to
startup and gives the operator a chance to choose whether startup will be manual or
automatic. A while loop allows the program to remain in this frame until the conditional
terminal reads true which is initiated by the operator clicking the ‘GO’ button. The use of
a property node allows the ‘GO’ button to be blinking as the while loop is executing,
calling attention to the user that they must click that button to progress. After the
conditional terminal is satisfied, the ‘GO’ button stops blinking. At this point, all of the
operations within the frame have been completed and the program progresses to frame
one for startup.

Within frame one, there is a case structure which is used to determine if startup
will occur in manual or in automatic. A switch on the front panel is manipulated by the
user to select manual or automatic. If the switch reads false, the false case on the case
structure is selected. This case has no subsequences. Since there are no further
subsequences, all of the operations in case one have been completed and the master
stacked sequence can continue to frame two. If the switch reads true, a series of

16

subsequences are performed within the true case of the case structure to continue with an
automatic startup.

FIGURE 9 shows the first frame of the first subsequence. The purpose of the
overall subsequence is to drain the bottom of the column, initiate a fresh feed mixture,
and fill the bottom of the column to 50% level. The actions occurring in the frame
pictured in FIGURE 9 include opening the bottom valve to 100% open, turning on the
bottom pump, and reading the bottoms level differential pressure. These operations are
iterated until the differential pressure reads less than 25% full. Iterations occur every
4996 milliseconds, or nearly every five seconds. Due to lack of commenting in the code,
it is unknown why such a specific number as 4996 milliseconds was chosen for the wait
time, not to mention that this delay “blocks” the code and prevents any other code from
executing.

FIGURE 9: LabVIEW Startup Sub-Sequence Frame Draining the Column and
Measuring the Level
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The bottoms differential pressure is measured using a the Read FieldPoint subVI.
The signal comes in as a current with a range of 4 to 20 milliamps. The math performed
on the bottoms level differential pressure is a conversion from current to percent level. A
similar conversion occurs for the valves. In this case, data is being written to the valve
position using a Write FieldPoint subVI. The input starts as a percent open valve position
and is converted to a voltage signal which is then wired through the FieldPoint subVI and
sent to the valve positioner.

Iterations of the code within the while loop continue until enough fluid has
drained from the bottom of the column to reach the level setpoint of less than 25% full.
Once the level setpoint is achieved, the conditional terminal of the while loop is met with
a true value. This terminates the while loop and is the last operation to be completed
within the frame, allowing the subsequence to progress to the next frame.

The next subsequence is not as complex as it only has the bottom pump being
turned off and the bottom valve being closed. Once those actions have been completed
once, the program moves onto the next frame, frame 2 of the subsequence. In this frame,
the code is slightly more complex. There is a while loop surrounding a case structure,
effectively creating a small state machine within the stacked sequence. The state machine
within the subsequence is pictured in FIGURE 10, featuring case zero. There are only
two cases and they alternate starting at case zero until the conditional terminal has been
met. There is no practical reason to continue alternating between the two cases. Likely,
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the cases only alternate due to lack of understanding of the structure of a state machine in
the original coding. The function of this frame is to initiate feed by turning on the pump
and opening the feed valve. This only needs to happen once and there is no need to
continue turning on the pump and opening the valve as they must remain open until the
bottom level has reached a setpoint of 50% full. Similar to other frames where there has
been a while loop, once the conditional terminal has been satisfied on the while loop, the
code is finished executing and the program progresses to the next frame.

FIGURE 10: LabVIEW Startup Sub-Sequence Closing Bottoms Valve and Turning
Off Bottoms Pump

Frame three of the subsequence is similar to frame one however in this frame it is
the feed pump that is turned off and the feed valve that is closed. Once those actions have
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occurred once, the program continues to the next frame. Frame four gets more complex
as it contains another subsequence within it. Essentially, frame four is the heating phase
of the distillation column startup and contains the incremental heating steps within it as
an additional subsequence. The first step of six within the heating subsequence is
documented in FIGURE 11. This step opens the steam bypass valve 100% and opens the
steam valve 30%. The program then must wait five minutes before progressing to the
next frame, allowing the distillation column time to slowly heat up with a low steam
flow. It is important to note that the steam bypass line is reverse acting; therefore, by
sending a signal of zero volts to the positioner, it will fully open.

FIGURE 11: LabVIEW Startup Heating Sub-Sequence Frame Zero
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Frame one of the heating subsequence adds complexity as seen in FIGURE 12. In
this frame, the steam valve is opened further to 40%. The temperature of the bottom of
the column is also constantly measured during this frame. Each temperature measurement
is collected and stored within the code and is passed back around the while loop with the
use of a shift register, which is a memory location to share data between loops. An array
of the most recent 60 datapoints is built, the average is then taken, and the data is
converted from the instrument signal of amps to degrees Celsius. The program remains in
this frame until the average bottoms temperature for the last 60 measurements reaches at
least 55 degrees Celsius. Once this temperature setpoint is met, the while loop is
terminated, and the next frame begins.

FIGURE 12: LabVIEW Startup Heating Sub-Sequence Frame One
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It can be seen at this frame of the heating subsequence the necessity of having live
measurements of the temperature at the bottom of the column. It is the measured
temperature that determines when the program may progress to the next frame. Without
that data, the automatic startup is rendered useless and startup must be performed
manually, including manual temperature measurements using an infrared thermometer
gun at various intervals to mimic the progression of the code.

Frames two and three are very similar to frame one. Both frames continue to
measure the bottoms temperature and keep a running average of the most recent 60
measurements. In frame 2, the steam valve is opened further to 55% and the temperature
setpoint necessary to progress to the next frame is 75 degrees Celsius. In frame three, the
steam valve remains at 55% open, the steam bypass valve is closed to 50%, and the
temperature setpoint necessary to continue to frame four is 82.5 degrees Celsius. In the
heating subsequence frames one, two, and three, the bottoms temperature average is
plotted on charts using a local variable of the original chart. The data is also sent to a
thermometer indicator using a local variable as another way to visualize the temperature.

Similar to the previous frames, frame four also manipulates the steam bypass
valve by closing it completely and continues to monitor the bottoms temperature for a
new setpoint of 90 degrees Celsius. Unlike the previous three frames, frame four also has
control centered around the accumulator level. The differential pressure of the
accumulator is measured, and the signal is converted to percent level. When the level is
greater than 50%, the reflux valve is opened to 30% and the reflux pump is turned on.
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When the level drops below 50%, the reflux valve is closed, and the pump is turned off.
Another difference between this frame and the previous heating subsequence frames is
that one of two possible conditions can be met to satisfy the conditional terminal and stop
the while loop. Either the temperature must reach 90 degrees Celsius or the level of the
accumulator must reach 90% full. This frame demonstrates the necessity of having
accurate differential pressure measurements around the accumulator for automatic
startup. If the program is unable to measure accumulator differential pressure, the level
will be unknown to the program and there becomes a risk of the accumulator running
empty causing the pump to run dry or running full and upsetting the process.
Additionally, the accumulator level is potentially a factor that progresses the code to the
next frame, so it is important for the program to know when the level has reached 90%
capacity.

Once the first of these setpoints is achieved, the system progresses to the final
heating subsequence, frame five, shown in FIGURE 13. This frame builds off the code in
frame four, including the same control loop for the accumulator level based on a level of
50%. The bottoms temperature continues to be measured in this frame as well but there is
no longer a setpoint for the bottoms temperature to achieve. Instead, the tops temperature
becomes the determining factor for the completion of the frame as it indicates when the
system has reached a steady state. In frame five, the tops temperature is measured, and
the signal is converted to degrees Celsius. Two operations are performed with the tops
temperature. The first is that a running average of the previous thirty measurements are
obtained, an average is calculated, and the data is plotted on a temperatures chart. The
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second operation performed is that the standard deviation of the previous 180
measurements is calculated.

FIGURE 13: LabVIEW Startup Heating Sub-Sequence Frame Five

In order for the conditional terminal to be met with a true value, one of three
possible conditions must be met. The first possible condition is that the accumulator level
reaches a level greater than 90%. A second possible condition is that two times the
standard deviation of at least 60 datapoints of the tops temperature is less than 0.5,
indicating a steady state has been achieved. The third possible condition to satisfy the
conditional terminal is the program has performed more than 1200 iterations of the while
loop in frame five. This is another way to measure time since there is a wait function that
only allows the while loop to iterate every 996 milliseconds, or approximately every
second. 1200 iterations would result in a wait time of nearly 20 minutes. Therefore,
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within 20 minutes of the while loop starting, either the accumulator level must reach 90%
or the tops temperature must reach a steady state or else the loop will automatically
terminate at the end of 20 minutes and the heating subsequence will be finished.

3. Normal Operation

Once the heating subsequence is finished, frame four of the first subsequence will
also be finished. This will cause the master stacked sequence to transition to frame two
which is normal operation. There are no subsequences within the normal operation frame
however there are many operations performed in parallel as well as in series within the
frame. Operations within master stacked sequence frame two can be divided into six
general groups: five loops and one area of miscellaneous operations. Each of the five
loops can be operated in manual or in automatic, as chosen by the operator. When
operating in automatic, there are five PID controllers that will adjust the corresponding
valve position based on live measurements of the designated process variable in order to
achieve the desired setpoint of the process variable. Normal operation in manual allows
the user to manipulate each control valve and pump used by the distillation column.
Therefore, if startup is chosen to be performed in manual, the master stacked sequence
progresses to frame two for normal operation which allows the user to open and close
valves and turn on and off pumps as desired to start up the system on their own accord.

The first loop is the bottom level loop, shown in FIGURE 14. In this loop, the
bottom level differential pressure and the bottom flow rate are measured. The signals are
converted to percent level and percent flow respectively. In the automatic mode, a PID
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controller is used to manipulate the bottom valve and bottom pump to maintain a desired
level at the bottom of the column. In manual, the operator may set the valve position as
desired. When the valve position is greater than 10%, the corresponding pump
automatically turns on. This ensures that there will be enough fluid in the pipe when the
pump turns on to prevent running the pump dry. The bottom level and bottom flow
percent are displayed in their respective indicators on the front panel using local variables
to provide the operator with a visual on system data.

FIGURE 14: LabVIEW Normal Operation Bottom Level Loop

The second loop is the bottom temperature loop. The purpose of this loop is to
monitor the temperature of the bottom of the column and the steam flow rate. The code
allows the user to adjust the steam valve position as well as display the bottom
temperature and steam flow rate percentage. When running in automatic, a PID controller
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is used to open and close the steam valve to maintain the desired value established from
the sum of the measured ambient temperature and the operator’s bottom delta
temperature setpoint.

Another control loop in normal operation is the feed loop. This loop measures the
feed flow differential pressure and plots the percent flow on the corresponding indicator.
In automatic, a PID controller manipulates the feed valve and feed pump based on the
measured feed flow differential pressure to achieve the operator’s setpoint. The fourth
control loop is for the accumulator and distillate. Distillate flow and accumulator level
differential pressures are measured, converted to percentages, and displayed on the front
panel as system data. In automatic, the distillate valve and pump are manipulated to
maintain the setpoint for the accumulator level using a PID controller. The fifth control
loop is for the temperature at the top of the column and the reflux. In this loop, a running
average of the last thirty measurements of the top temperature as well as the reflux flow
differential pressure are obtained and displayed on the front panel. Similar to the bottom
temperature control loop in automatic, the top delta temperature setpoint is added to the
measured ambient temperature as the controller setpoint while the measured top
temperature is the process variable. The controller manipulates the reflux valve and
reflux pump to maintain the setpoint.

The final group is the miscellaneous group. In this section of the code, various
operations are executed. The ambient temperature is measured and a running average of
the most recent sixty datapoints is obtained. Ambient temperature data are then used in
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two of the control loops elsewhere in the frame. There is also code that allows the
operator to manipulate the steam bypass valve, the Bottoms to Feed pump, and the Tops
to Feed pump as desired. Multiple temperatures, levels, and valve positions are wired to
this area and bundled together to create respective temperatures and levels charts that are
displayed on the front panel. A final control to note in frame four is the shutdown button.
All six of the groups in frame four are surrounded by a single while loop with the
shutdown button wired to the conditional terminal. The while loop ensures that the
system remains in normal operation until the operator presses the shutdown button. Once
the button is pressed, the loop is terminated and all of the code in frame four has been
executed. This allows the master stacked sequence to progress to the final frame for
shutdown.

4. Shutdown

Similar to frame one for startup in the master stacked sequence, frame five has a case
structure with two cases, one for manual shutdown and one for automatic shutdown. In
order for a manual shutdown to occur, the operator must know to close the correct valves
and turn off corresponding pumps while in the normal operation frame before clicking
the shutdown button. Otherwise, there is no code in the manual shutdown case that allows
the user to manipulate valves or pumps. This results in the final frame being complete
and the program being terminated.

If the user selects automatic shutdown, the automatic case is selected which
contains a shutdown subsequence with three frames. The first frame, frame zero, opens
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the steam bypass valve to 50% and closes the steam valve to 30%. Once these actions are
completed, the program progresses to frame one which uses the wait function to wait two
minutes. This allows for a gradual reduction in heat load on the column to protect the
glass from a rapid cooling that could cause fracture. Once the time expires on the wait
function, the program continues to the final frame. In frame two, every pump and valve
are turned off and closed respectively, as shown in FIGURE 15. After these actions have
been completed one time, the final frame of the shutdown subsequence and the final
frame of the master stacked sequence are complete, and the distillation column software
is terminated.

FIGURE 15: LabVIEW Shutdown Sub-Sequence Frame Two

5. Code Deficiencies

There are multiple deficiencies repeated throughout the original distillation column
software that make it less than ideal to use to run the distillation column. These
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deficiencies include dataflow, lack of organization, overcomplication, and the overall
architecture of the code. While some of the shortcomings simply make it more difficult
for the user to interpret the code, others can have operation implications such as
excessive startup times or even the potential of damaged equipment.

The first deficiency to discuss is that of dataflow. There are multiple dataflow issues
that occur throughout the code. One dataflow issue occurs due to the way the code
manipulates valves and corresponding pumps. FIGURE 16 demonstrates the code that is
repeatedly used throughout the entire sequence to perform this task. In this specific
instance, the feed valve is being closed and the feed pump is being turned off. The
complication with how this code works is centered around timing. It is unknown which
action will occur first, closing the valve or turning off the pump. It is also unknown how
much time will pass between each action occurring, especially if there are background
applications running that increase the activity of the computer’s central processing unit
(CPU). This can cause problems if the valve is closed first and it takes a while for the
pump to be turned off, increasing risk of running the pump dry. Likewise, when the code
is used to open and valve and turn a pump on, there is the risk that the pump is turned on
before the valve is open, again increasing the risk of running the pump dry. This code is
copied and used throughout the startup, normal operation, and shutdown of the
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distillation column which increases the overall risk of equipment damage due to the
frequency of occurrences.

FIGURE 16: LabVIEW Code Used to Manipulate Valves and Corresponding Pumps

There is a second dataflow problem associated with manipulating the pumps and
valves; specifically, in frames where a system condition must be met before progressing
to the next frame. This can be seen during startup when draining the bottom of the
column to the desired level as well as in the heating subsequence when waiting for
temperature setpoints to be met, as shown in FIGURES 9 and 12. A while loop is used in
these scenarios because it usually takes more than one iteration of the code before the
system meets the desired setpoint. The while loop allows for as many iterations to occur
as necessary which can be hundreds or thousands depending on how long each iteration
takes and how fast or slow the system responds. While temperatures or levels are being
measured with each iteration, the valve and pump are also being positioned with each
iteration. Unlike temperature and level, however, the valve and pump configurations do
not change with each iteration as they just need to be set once in the beginning and left
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alone until the next configuration is necessary. Constantly setting the valve and pump
configurations to the same value increases traffic within the program as well as computer
memory and can significantly slow down the program with unnecessary actions.

The use of local variables is a third dataflow deficiency within the program. A
local variable is represented with the picture of a house next to the variable name as
shown in FIGURE 17. Local variables can be created for any control or indicator on the
front panel and are used to read from or write to both controls and indicators. This
functionality breaks the concept of dataflow in LabVIEW because a controller can be
updated with a value wired to the local variable rather than the controller itself. Or the
value of a controller can be read using a local variable and used elsewhere in the code
making it difficult to follow the flow of data.

FIGURE 17: Example of LabVIEW Local Variables Used in Existing Distillation
Column Code

The primary concern with using local variables throughout a program is the
creation of a “race condition”. This can occur if there are two local variables of the same
indicator operating in parallel. Depending on the code executed, there could be two
different values being sent to each local variable. Since both local variables update the
same indicator on the front panel, it becomes a race between the local variables as to
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which value wins and is displayed on the front panel and carried through the rest of the
code. A similar race condition can happen if two local variables are reading from the
same input, but due to lack of dataflow control, they read at different times which results
in different data being passed through the wires for the same variable.

Local variables are used exclusively throughout the original distillation column
software to update indicators and read from controls. At any given frame within the
stacked sequence, there is only one local variable for each associated indicator or control.
Therefore, no race conditions are apparent as the code was originally written; however, a
norm of using local variables has been established in the program. This increases the risk
of program updates made in the future to overuse the local variables and unintentionally
create a race condition. Overall, it is best practice in LabVIEW to avoid using local
variables in order to prevent any possible race conditions from occurring.

An additional impact of using local variables exclusively throughout the code is
the limitations set on when indicators are updated. One example of this is the temperature
chart. The local variable for this chart only exists during normal operation. This means
that the temperature chart does not have live temperature data until the system has
transitioned into normal operation. Since there is an entire subsequence centered around
the gradual heating of the bottom of the column, it might be useful to have the
temperature data appear on the chart during startup as well. The chart would provide a
visual representation of the rate of change for the temperature and assist the operator in
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ensuring the temperature does not increase too quickly and risk damaging the glass
column.

The local variable limitation applies to nearly every indicator on the front panel.
Since local variables are used to update only a handful of indicators at a time during each
frame of the startup sequence, only that handful of indicators are showing live data. This
can make it difficult to understand the state of the system as a whole during startup when
the user can only see a fraction of the system data that is potentially available to them. It
is also more likely for an error to occur during startup since there are so many steps that
must occur in a specific order. Live system data must be available to the operator during
startup to ensure the equipment is functioning properly and the distillation column is
starting up correctly. Should there be an issue, it would be very difficult to troubleshoot
with only two or three indicators displaying live measurements.

While the shutdown button is not represented as a local variable within the
stacked sequence, there is also an issue of accessibility of the shutdown button. Similar to
the problems associated with only certain indicators being updated during specific
frames, the shutdown button is only able to be used during the normal operation frame. If
during startup there was an operational issue such as a malfunctioning pump or valve, the
startup would need to be safely aborted and the system shutdown in a safe state. With the
shutdown button only accessible during normal operation, there is no way for startup to
be safely terminated and the program would have to be forced to stop, leaving the pumps
and valves in an unknown and uncontrolled state. This increases the risk of equipment
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damage should the program need to be terminated during startup. Due to this deficiency,
it would be recommended that even if the temperatures and the differential pressure on
the accumulator were working properly, the code should still not run in automatic in the
event of a failure during startup that requires a shutdown. A shutdown during startup
would not be able to be performed safely with this code and would risk significant
equipment damage.

The final issue centered around dataflow is blocking, where the program is
restricted to only performing one specific task and cannot perform anything else until that
task has been completed. Blocking is used both with the wait timer as well as inside of
while loops throughout the code. One prime example of blocking is during the heating
subsequence. The while loops are used to keep the program in the same frame until a
specific temperature setpoint is achieved. Although the while loop is effective in keeping
the system in the desired state until it is ready to move onto the next step of startup, it
also is effective in preventing other code from being executed. The programming used in
the original software essentially prevents other code from executing as the while loop is
operational, which drastically limits the functionality of the program. This is likely why
only handfuls of system variables are updated on the front panel indicators at a time
during startup. Blocking prevents the rest of the system data from being continuously
updated and cannot be compensated for without a restructure of the entire program.

A second primary example of blocking occurs during the shutdown subsequence.
In frame one, the only code is a wait timer for 120,000 milliseconds, or two minutes.
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Only one iteration of the code will be executed and because of the wait timer, it will take
two minutes for the next iteration to occur in the next frame. This blocks the program
from doing anything else during that two-minute wait period between iterations. Should
there be an emergency that the operator must respond to quickly, the program is
inoperable for the two minutes and no other task may be performed to mitigate the
emergency. To exit this wait period, the program must be terminated, which leaves the
control points in whatever state they were in at the time.

Another type of deficiency in the original programming is the lack of organization
and overcomplication of code. Throughout the entire stacked sequence, the code is messy
due to overlapping wires and unnecessary bends in the wires, making the dataflow
difficult to follow. This especially increases with the heating subsequence with the use of
the shift register to pass data through the while loop and the method in which the arrays
of temperature data are created. LabVIEW has a feature that allows the programmer to
clean up the wires on the block diagram. This feature makes the wires more efficient in
their routing from one node to the next and simplifies the appearance of the code. There
is also functionality to align nodes on the block diagram both vertically and horizontally
as well as equally space them out. A cleaner alignment of nodes on the block diagram
further simplifies the appearance of the code and makes it easier for someone to follow
the code years after it was written. It is evident that these features were not used in the
creation of the distillation column software. Wires have multiple unnecessary bends and
are excessively long which adds clutter to an already busy screen.
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The normal operation frame is another example of lack of organization. While
there is a significantly large amount of code to execute during this frame, space was not
used efficiently which resulted in code that extends well beyond the viewing area of the
monitor. Since LabVIEW does not allow for the programmer to zoom out, it is
increasingly difficult to interpret the code being executed during normal operation. The
normal operation code has slight organization in the divisions of logical control loops;
however, some data is used across multiple loops and temperature data are wired to a
shift register in the while loop which causes overlap in wires throughout the frame. The
overlapping wires increase the difficulty of following the dataflow and interpreting the
function of the code.

Much of the mathematical operations performed within the code can be
simplified. The conversions of a signal to a process variable unit and vice versa are
repeated constantly throughout the stacked sequence. For example, each time a valve
position is set, the valve position percent is divided by 12.5 and then the quotient is added
to one in order to convert the percentage to a voltage signal. Every time a valve position
is changed, the mathematical operation to convert the valve position percentage to a
voltage signal is repeated, taking up space and adding clutter. Traditionally, when code is
repeated at least twice within the same VI, it is logical to create a subVI (akin to a
subroutine in traditional text-based programming languages) to perform the same
operation. Replacing the conversion math with a subVI would clean up the code, save
block diagram space, and make the program significantly easier to follow without being
distracted by repetitive conversion math.
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A second overcomplication of a mathematical operation is seen when the
temperature arrays are built during the heating subsequence and the normal operation
frame. The specific code to perform this is highlighted in FIGURE 18. The way the code
is written, temperature data points are collected with each iteration and sent to an array.
The size of that array is measured and the code checks if the size is greater than 60. If the
size is not greater than 60, the entire array is passed through and one more temperature
measurement is added to the array to create a new array. If the size is greater than 60,
then only the most recent 60 datapoints in the array are passed through and added to a
new temperature measurement to create a new array. The new array is then averaged and
converted to degrees Celsius. This is a complex way to obtain a running average of the
most recent 60 datapoints and takes up significant space on the block diagram.

FIGURE 18: Example of LabVIEW Code Used to Generate Array of Most Recent
60 Temperature Measurements
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The final deficiency to discuss is the overall architecture selected for the distillation
column software. While LabVIEW offers the stacked sequence structure, it is generally
known within the LabVIEW community as best practice to avoid it [10]. Stacked
sequences face dataflow issues due to the lack of a shift register to pass data frame to
frame. This results in the use of sequence locals to pass data which can be easy to misuse
and tends to disrupt dataflow. Another issue of stacked sequences is that the frames are
unable to be labeled and there is no way to revisit a frame that has already occurred. This
limits the functionality of the structure and can make it more difficult to use. It is
generally accepted as best practice to use a finite state machine in place of a stacked
sequence structure [10]. This programming architecture eliminates dataflow issues of
sequence locals and each state can be named and revisited as needed by the user.

6. Front Panel

The front panel of the distillation column LabVIEW software is shown in FIGURE
19. This is the interface the operator works with to control the distillation column and
monitor system variables such as flow rates, levels, and temperatures. Switches are used
to select whether certain aspects such as control loops, startup sequence, and shutdown
sequence are operated in manual or in automatic. There are an additional two switches in
the top right corner of the screen to turn on and off the Tops to Feed and Bottoms to Feed
pumps. The screen is loosely divided into five control areas: reflux/top temperature, feed,
distillate/accumulator, bottom level, and bottom temperature. These match the groupings
found in the normal operation frame of the master stacked sequence. Each group has
controls to set valve positions or temperature and level setpoints as well as indicators to
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display flow rate percentages and temperatures. The levels of the accumulator and the
bottom of the column are shown graphically on the distillation diagram. As the levels
increase, the tanks fill up to provide a visual representation of the level. There are three
charts displayed on the front panel. On the bottom of the screen are the Levels and
Temperatures charts from left to right respectively. The third chart is the Feed chart. It is
partially hidden on the left side of the screen and it displays the feed valve position and
flow rate percent.

FIGURE 19: LabVIEW Front Panel of Original Distillation Column Software

One issue with the current front panel configuration is that all of the variables do
not fit within the allotted screen area. The operator must scroll left to right in order to see
all the controls and indicators. Overall, the front panel is not organized efficiently which
contributes to the inability to fit all of the variables within the set screen area. It is also
difficult to understand what controls and indicators are associated with each part of the
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system. Control labels (akin to variable names) add to the confusion where two indicators
have the same label but represent a different set of data. The labels on the switches can be
improved as well since some of the labels are located slightly too far away from the
switch. In the case of the two pump switches in the top right corner, it is difficult for the
operator to tell when the switch is on or off based on the orientation of the graphic alone.

Not all of the data presented on the chart is relevant to the operator. Specifically,
the feed chart may not be necessary to plot based on the current use of the column in the
Unit Ops lab. The change in valve positions over time is not currently relevant enough to
include as a trend on the charts and distracts from the more important operational data
such as levels and temperatures. Valve positions are already visible on the corresponding
controls which should be sufficient for the operator when controlling and monitoring the
system. Overall, the front panel of the distillation column program can use some
reorganization to make it more user friendly and functional for the operator. Additionally,
updates will make the program more intuitive and allow for students to become operators
of the process.
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Commented [R1]: There are no variables in LabVIEW
Control names (“labels”) are the closest thing

III. CHANGES MADE

In order to improve the current distillation column system and transition it to a more
effective tool in the Unit Ops lab, many improvements were made. Equipment upgrades,
including developing a proposed redesign for the entire system, assist in making the
distillation column fully functional and more efficient. LabVIEW code updates
dramatically improve the startup, normal operation, and shutdown sequences and allow
for an increased control and safer operation of the distillation column.

A. Equipment

The equipment upgraded within the scope of this project include control valves
and the accumulator differential pressure cell. The lack of measurements from the three
temperature measurement points were also attempted to be addressed. In order for any
new startup code to be tested on the distillation column itself, the temperature
measurements and the accumulator differential pressure cell must be functioning. While
the control valve upgrades are important as well, they are not considered vital to testing
the startup programming performance.

The initial goal for addressing the control valves was to replace all six valves as
documented in Table 1. Since there were two types of control valves used throughout the
system, it would simplify documentation and bring consistency to the equipment if all of
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the valves were replaced with the same brand and general type of valve. This would help
with maintenance efforts in the future as well as ensure a similar level of control
throughout the process. A quote was obtained from Fischer Process Industries based on
the specifications of each valve outlined in Table 1. A copy of the original quote for all
six valves is documented in APPENDIX III. Four half-inch slot ball valves were quoted
for the feed, distillate, reflux, and bottoms lines. Two three-quarters inch 15° V-Ball
valves were quoted for the steam and steam bypass lines. Both types of ball valves quoted
allow for a more linear control of the fluid. The slot ball was specifically selected for the
half-inch line valves due to the lower flows experienced in these pipes. Both types of
valves are paired with an electric actuator with a 0 - 10 voltage signal, consistent with the
existing signal for the valve positioners. The electric actuator will replace the pneumatic
actuators currently used and decrease clutter from the tubing associated with the
pneumatics. Due to issues associated with the steam-filled environment for the steam and
steam bypass valve actuators, an important feature of the electric actuator is that the body
of the actuator is sealed to prevent steam from leaking in and affecting the electronic
components.

External circumstances led to the decision of ordering replacements only for the
steam and feed valves. These are two of the three HVAC valves with non-linear control
and were identified as the most critical valves to replace out of the six total. While the
steam bypass valve is also an HVAC valve, the level of control required for the valve is
minimal compared to the steam and feed valves and was therefore not considered a
priority to replace given the circumstances. Unfortunately, due to additional external
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factors, including the global pandemic of Covid-19, the valves were not able to be
obtained and installed within the time frame of this project. It is planned to resume the
process of ordering and installing the valves once the pandemic has ended and business
are able to operate again.

The accumulator differential pressure cell was also addressed within the scope of
this project and is necessary for the trial of the updated startup code. The issue associated
with this piece of equipment was that there was an air bubble stuck in the tubing of the
differential pressure cell that prevented an accurate pressure from being measured. To
correct this, the piece of tubing with the air bubble was removed and replaced with new,
clean tubing. This was only done with one piece of tubing because the comparative
pressure measurement for the differential pressure cell is ambient pressure since the
accumulator is not a pressurized vessel and is essentially open to atmosphere.

The final equipment to be addressed are the bottoms thermocouple, the ambient
thermocouple, and the tops RTD. In order to troubleshoot the equipment, a separate
LabVIEW VI was created to show the live measurements from each location. All three
temperatures showed a single value and did not vary with each iteration of the program as
expected. This indicated that there was an issue with the signal being transmitted to the
FieldPoint devices and read in the program. The bottoms thermocouple is located
partially submerged into the bottom of the column so that it is in direct contact with the
fluid being heated. The thermocouple itself was replaced in hopes of achieving a live
signal; however, the new thermocouple still did not provide a live measurement of the
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fluid. When examining the ambient temperature thermocouple, a live measurement was
obtained when the thermocouple was placed in a specific orientation, indicating the issue
was in the wires where there was a restriction on the signal, likely due to wear and tear.
After this was discovered, it was believed that the tops and bottoms temperatures were
not being read due to a fault within the wires, somewhere between the column location
and the FieldPoint device. Unfortunately, the temperatures were unable to be fixed within
the time frame of this project and work continues to be performed to find a solution.

B. LabVIEW Programming Upgrades

1. Block Diagram Architecture

As identified in Section II: Existing Setup and Design, there were many opportunities
for improvement in the LabVIEW code used to startup, maintain, and shutdown the
distillation column. One of the most impactful changes made to the distillation column
software is in the overhaul of the primary architecture of the code. Rather than use
stacked sequences and sub-stacked sequences in combination with some case structures,
the overall architecture was converted into a state machine. The new architecture
provides the baseline for further improvements to be made to address the deficiencies of
the previous architecture. State machines, by design, are easy to maintain and can be
reprogrammed with updated functionality simply by adding appropriate states to handle
the new logic.
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In the first draft of transitioning the stacked sequence into a state machine, a complete
state machine replaced each existing stacked sequence structure. This resulted in multiple
embedded state machines, including a while loop for each. Incorporating the while loop
around each embedded case structure was problematic because it caused blocking,
preventing the program from being able to process any other data until a particular state
was complete. Blocking was one of the main issues within the stacked sequence code
which is why it is necessary to eliminate blocking in the state machine version.

In order to eliminate blocking, the while loops were removed. The while loops served
as a way to maintain the program in a particular state until a desired condition was met
which would terminate the loop. If the while loop is removed, there must be another way
to monitor for a specific condition to be met before progressing to the next state. One
such function that can perform this is the Case Structure. The same Boolean value that
was used for the conditional terminal in the while loop was instead wired to a case
selector. This resulted in two possible cases, true or false. If the Boolean is true and the
condition has been met, the true case will contain the logic that progresses the program to
the next state. If the Boolean is false, the false case will execute instead. The false case is
typically empty which allows for the program to remain in the same state until the desired
condition is met. An example of a case structure used to replace a while loop is in
FIGURE 20, where both cases are shown. If the bottom level is greater than or equal to
the setpoint, the true case is selected which updates the startup enum with the next case to
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occur, thus progressing the program to the next state. If the level is not at the setpoint, the
false case occurs, and the program remains in the current state.

FIGURE 20: Example of True and False Cases of the LabVIEW Case Structure Used
to Replace While Loops

Case structures were used to replace each while loop except for the primary while
loop for the overall state machine structure. This loop was retained in order to allow for
the state machine to move between states as desire so that the program will not terminate
until the shutdown process has been completed. At this point in the development process,
there were still multiple embedded case structures. Specifically, within the startup case,
there were sub structures to handle a feed sequence and heating sequence which were not
necessary to separate into sub-case structures.

To remedy this and clean up the structure, all of the startup steps were
consolidated into a single startup case structure with an enum used to define each case.
The enum allows for cases to have a relevant name for their purpose and provides an
overview of the case structure without scrolling through each case. The purposeful names
also assist in organization of the case structure and make it easier for the user to move the
program between various states. Three enums were used in total. They include the main
enum which moves the program between startup, normal operation, and shutdown, the
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startup enum, and the shutdown enum. The startup and shutdown enums move the
program through each step of startup or shutdown when being performed in automatic.
The overall state machine architecture can be seen in FIGURE 21 which is comparable to
FIGURE 8 for the stacked sequence structure.

FIGURE 21: Summary of Updated State Machine LabVIEW Code Architecture
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This structure is simplified as there are only three levels rather than four. The first
level dictates which main state the program is in, either startup, normal operation, or
shutdown. The second level determines if the operation will be performed in automatic or
manual and this only applies to startup or shutdown. The final level is the startup and
shutdown sequences that occur when in automatic mode. FIGURE 22 demonstrates how
the layering of case structures appears in LabVIEW and provides a visual of the case
structure architecture used. This figure specifically shows one of the steps performed
within the automatic startup of the distillation column. While the cases are nested, the
enum state values control the transition into and out of each, never remaining for longer
than the code in each frame takes to execute (no blocking).

FIGURE 22: Example of LabVIEW Case Structure Layering for the Startup Sequence

49

Another major change made to the program is the use of a Master Data Cluster. In
LabVIEW, a Cluster is a custom combination of different wire types all bundled into a
single wire (like a wiring harness). The Master Cluster therefore provides a mechanism
for a single wire passed through the state machine that contains all necessary system data,
such as delays, pump settings, valve positions, and comments, all bound within the
Master cluster including associated integers, Booleans (True/False), and strings,. This
data is represented by a thick pink wire and is passed around a shift register on the main
while loop so that it constantly updates with each iteration and contains the most recent
values obtained by the system. The Master Cluster is initialized with a startup value for
each individual system datum used within the code. These are represented in cluster
constants sorted in logical groups. The cluster constants are then bundled together to
create the Master Cluster as seen in FIGURE 23. In this FIGURE, the cluster constants
are condensed to reduce clutter. They can be expanded by double clicking on the icon.
The expanded version of each cluster constant can be seen in APPENDIX IV.

FIGURE 23: Initialization of LabVIEW Master Cluster for Distillation
Column Software

Individual data can be separated from the Master Cluster using the LabVIEW
“Unbundle by Name” feature so that a single datapoint can be obtained within a desired
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state. This is performed within the states as well as at the end of the overall while loop
iteration so that corresponding indicators on the front panel can be updated with live
values. FIGURE 24 shows the code that allows for indicators to be updated. The thick
pink wire is the Master Cluster and each variable is separated using the Unbundle by
Name function. From there, the value for each system variable that has been unbundled
from the Master Cluster is then wired into the corresponding indicator, updating it with
the value from the most recent iteration of the while loop. The Master Cluster data is then
passed through the shift register and used for the next loop iteration. The use of the
Master Cluster and the location of the indicators eliminate the need for local variables.
This resolves the issue of data flow seen in the stacked sequence structure as it is easy to
follow the flow of data and there are no race conditions that can occur.
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FIGURE 24: LabVIEW Master Cluster Unbundled by Name to Update Front Panel
Indicators and Conditional Terminal
Likewise, a system variable from the Master Cluster can be updated to a new
value within a state using the LabVIEW “Bundle by Name” feature. This allows for a
single variable to be isolated from the cluster and a new value wired into the variable.
The variable is then updated, and the new version of the Master Cluster is passed through
the rest of the code. FIGURE 25 is an example of the Bundle by Name feature used in the
distillation column code. In this example, the bottom pump system variable is being
updated to a true value which will turn on the pump. The startup enum is also being
updated with the next state the system will move to once the current one is complete.
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FIGURE 25: LabVIEW Example of Bundle by Name Node Used to Update the
Master Cluster

The addition of a Master Cluster was necessary in order to have system data
available to the operator during all states of the program. In the stacked sequence version,
certain data was only available during specific frames of the sequence and the use of
while loops blocked other data from being updated. The Master Cluster allows for the
most-recent system data to be available to the operator during all states of the program.
This layout also makes it easier for future updates to occur such as a creating a new
indicator for the operator to view or adding a new variable to the Master Cluster.

Another feature that would not be possible without the use of a Master Cluster is
the event structure pictured in FIGURE 26. The purpose of the event structure is to
update system variables as well as check for control value changes made by the operator.
The event structure has various events that it monitors for as well as a timeout event that
occurs if no other event occurs within a designated time set by the Event Delay. For this
structure, the Timeout event is used to read from or write to each system variable
including pumps, temperatures, valve positions, and differential pressures. In order to
include every pump and valve setting, and temperature and differential pressure
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measurement, a for loop surrounding a case structure is necessary. The iteration terminal
is wired to the case selector so that at each iteration, the corresponding case is executed.
This ensures that every case is executed once each time the for loop operates and once the
for loop is complete, the program moves on to perform the logic written in the case
structure.

FIGURE 26: LabVIEW Event Structure Used to Read and Write to System
Variables and Monitor for Control Value Changes
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Within the Timeout event, there is a Control Points subVI where data is either
being read from or written to the FieldPoint channels. Data being read includes
temperatures and differential pressures. This occurs within the subVI as pictured in
FIGURE 27. A FieldPoint channel is isolated using Unbundle by Name and the data is
wired to a FieldPoint Read subVI that reads the signal from the channel. From there, the
data is wired to a conversion subVI in order to convert the value from a current signal to
the relevant units of the variable such as degrees Celsius or level percentage. Once the
value is converted to the appropriate units, the value is then used to update the
corresponding system variable as part of the Master Cluster. The updated Master Cluster
is then used within the rest of the code as needed for the logic performed.

FIGURE 27: LabVIEW Control Points SubVI Used to Read and Write to FieldPoint
Channels

Data that is being written within the Timeout event subVI include pump settings
and valve positions. When writing to a variable, the system variable that was updated in a
different part of the code is isolated from the Master Cluster using Unbundle by Name.
For a valve position, the value of the variable is wired to a conversion subVI that
converts it from a percentage to a voltage signal. The new voltage signal is then wired to
the FieldPoint Write subVI which is wired to the corresponding FieldPoint channel to be
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written to. For a pump, the value is Boolean as the pump is either off or on. Therefore, no
signal conversion is necessary, and the system variable can be wired directly to the
FieldPoint Write subVI for Boolean values.

An additional feature included in the Control Points subVI is the ability to run the
code in a simulation mode. This is especially useful to test the logic of the code and
ensure that the system progresses to each state as designed. A Boolean control is used to
place the program in simulation mode. If the control reads false, the false case of the
Control Points subVI is executed which reads and writes to FieldPoint channels as
described. If the control reads true, the program is in simulation mode and instead of
reading and writing to FieldPoint channels, network variables are used. An example of
the simulation case is in FIGURE 28. This can be compared to FIGURE 27 in that it
deals with the same variable. The difference is that in FIGURE 28, a network variable is
used instead of the FieldPoint channel in order to simulate the temperature rather than
obtain a real-time measurement.

FIGURE 28: LabVIEW Control Points SubVI in Simulation Mode to Read and Write
to Network Variables
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The read and write operations are performed with each iteration of the Timeout
event so that temperatures, levels, and flowrates are always being updated to provide the
operator a live view of the process. The Timeout event also ensures that valve positions
and pumps are able to be manipulated as needed for the duration of running the
distillation column. This is a major improvement from the original stacked sequence
code. Limitations existed within that code that prevented valves and pumps from being
manipulated by the operator unless the system was specifically in the normal operation
frame of the stacked sequence. The updated program now provides a live view of the
system from startup to shutdown and is inherently safer as the operator is no longer
running the distillation column blindly when operating in automatic mode.

Besides performing read and write operations to FieldPoint channels, the event
structure also monitors for changes in controls performed by the operator when
interacting with the front panel. There are controls to change valve positions and switches
to turn on pumps or alternate between manual and automatic, as well as the Go and
Shutdown buttons. The corresponding control nodes on the block diagram exist within
the event structure and monitor for a value change on the control to occur. When the
program notices a value change, the new value is wired into the system variable and the
updated value is used elsewhere in the code where the resulting change is affected. An
example of this event is pictured in FIGURE 29. In this figure, the program is monitoring
for the Startup Sequence Boolean switch to change values, indicating that the user has
specified they want an automatic startup. When a value change is captured, the new value
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is used to update the system variable and used later in the code to determine which case is
applied for startup, manual, or automatic mode.

FIGURE 29: Example of LabVIEW Event Structure Monitoring for Controller Value
Change

The event structure serves the purpose of updating valve positions and pump
settings and reading and converting temperature and differential pressures. It monitors
and interacts with the equipment on the distillation column and is performed with each
iteration of the primary while loop. This allows for solely the logic of the code to exist
within the case structures of the state machine which simplifies the overall architecture of
the program. By using the case structures for only logic operations that dictate when each
step is performed and for how long each state is maintained, the structure is simplified
and condensed with only the most relevant operations. The consistency of the
organization also makes the code more intuitive to a new programmer so that it would be
much easier to add a new step to startup or shutdown if needed.
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To summarize, the Master Cluster is first initialized with values for all necessary
data including the FieldPoint channel names, corresponding system variables, time
stamps, delays, state names (via enums), and comments. The data within the Master
Cluster then passes through the event structure which monitors for changes in any of the
controls on the front panel. If there are no control changes within a certain amount of
time, the Timeout event is performed. This event updates the Master Cluster with
temperature and differential pressure readings and writes the values of system variables
to the corresponding FieldPoint channels or network variables. Once every case within
the Timeout event is performed, the data in the updated Master Cluster then move onto
the logic part of the program which takes place within the embedded case structures of
the state machine. Based on what value the enum is set to in the Master Cluster, that
specific case is performed within the state machine.

Within each case, logic is performed that results in updating the Master Cluster.
Once all operations within the case are executed, the data in the updated Master Cluster
exits the state machine. Just before the iteration of the loop is finished, all indicator
values are unbundled from the Master Cluster and used to update the indicators seen by
the operator on the front panel. After all indicators have been updated, the iteration of the
while loop is complete and the data within the Master Cluster is passed around to the
beginning of the while loop for the next iteration with updated variables from the logic
performed from the previous iteration. Each iteration is performed quickly within
milliseconds and in succession so that a real time view of the process variables is
available to the operator throughout all states of the program.
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A sample of each case, event, and subVI used within the program are documented
in APPENDIX IV. Overall, there is a clear and defined flow of data through the updated
program. FIGURE 30 captures the final result of the entire architecture used to control
the distillation column. FIGURE 21 can be used as a guide in understanding the order and
overall progression of each state.
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FIGURE 30: Overall LabVIEW State Machine Architecture to Run the Distillation
Column
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2. SubVIs

In addition to the new organization of logic, the use of subVIs further simplifies the
code and overall structure. Signal conversions are repeated throughout the code and the
math is repeated for each signal conversion. For example, each instance a valve position
is updated within the code, the input must be converted to a voltage signal in order to
communicate with the FieldPoint channel. The same math is used for each valve and is
therefore repeated throughout the code, taking up space on the block diagram and adding
to already tangled code. To eliminate this problem, a subVI was created for each type of
conversion performed and labeled as such. The subVI will accept the input and convert it
to the appropriate signal or vice versa depending on the channel, and the math will all be
performed within the same node.

FIGURE 31 is an example of a conversion subVI and how it is wired. FIGURE 32 is
the code executed within the subVI. In this example, the steam valve position value is
wired into the subVI as seen in FIGURE 31. The value becomes the Valve Position %
variable in the subVI code in FIGURE 32 and the conversion math is performed to
convert the percentage to a voltage signal. The value that would show up in the Voltage
Signal (1-9V) indicator is the same value that exits the subVI in FIGURE 31 and is wired
into the FieldPoint subVI to communicate with the steam valve position FieldPoint
channel and move the valve to a new position. This example demonstrates how subVIs
can condense the code used in the main VI and makes it easier to interpret as well as
clean up the block diagram. It is also important to note that with the separation of logic
into the case structures of the state machine, the conversion subVIs are only located
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within the event structure since that is the only location in the code where the signal
needs to be converted. This reduces the amount of times the subVI needs to be used.
Additionally, the subVI conserves space and allows for the event structure to be
minimally sized. A secondary benefit to using a subVI for repeating code is that if the
conversion for a valve position signal were to change, only the subVI would need to be
modified. Each use of the subVI within the main VI will automatically update with the
new subVI code which saves significant time in reprogramming the system.

FIGURE 32: Example of LabVIEW SubVI Used to Convert Valve Position
Percentage to Voltage Signal

FIGURE 31: LabVIEW Code Executed Within Valve% to Voltage (1-9V) SubVI

Another location where subVIs simplified the system is during the normal
operation state. In the original stacked sequence structure, it was the normal operation
frame that took up the most area on the block diagram, thus forcing the entire stacked
sequence structure to be just as large. For reference, it would require roughly six
computer screens in a 3x2 layout to view the entirety of the code in once glance since
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there is no zoom function within LabVIEW. This made the block diagram difficult to
work with and interpret since the code was already unorganized. It also required the
programmer to trace wires while scrolling through the diagram to understand how
everything was connected. The best method to simplify this state in the upgraded code
was to use subVIs. The normal operation frame was already relatively divided into six
subgroups related to general areas of the distillation column such as feed and distillate.
This made it easy to utilize the divisions and create subVIs for each group. The sixth
group of miscellaneous operations was able to be logically divided across the other five
groups, resulting in five subVIs created to perform the normal operation of the distillation
column.

An example of the normal operation subVI controlling the bottom level can be
seen in FIGURE 33. All necessary input variables are pulled from the Master Cluster and
wired to the subVI where any operations and logic are performed. FIGURE 34 is the code
performed within the bottom level subVI when the bottom level is operated in automatic.
The inputs and outputs of the subVI seen in FIGURE 34 correspond with the inputs and
outputs pulled from the Master Cluster in FIGURE 33. The resulting output of the subVI
is used to update the Master Cluster which is then passed through to update the necessary
indicators and used for the next iteration of the while loop. A for loop is used to rotate
once through each case which houses each of the five subVIs. This allows for the entire
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program to run continuously during normal operation so that system data is still
constantly read or updated, and the operator can retain full control over the process.

FIGURE 33: LabVIEW Normal Operation SubVI Controlling the Bottom Level

FIGURE 34: LabVIEW Code Executed Within the Bottom Level SubVI Used in
Automatic Mode of Normal Operation
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3. User Input Prompt

Further functionality was built into the code with the use of the Prompt User for Input
subVI. In the original stacked sequence startup procedure, the bottom of the column was
filled to 50% level every time. However, when starting the column up manually, it
became best practice for the operator to increase the level the column is filled to in order
to make up for methanol losses from the system due to evaporation from unsealed
vessels. One way to incorporate this functionality into the new startup code could be to
use a controller which would rely on the operator to remember to set a value within the
desired range prior to pressing ‘Go’. This method leaves room for error if there is a new
operator who does not have the knowledge from experience to know to set the level prior
to initiating startup. Therefore, it was decided that a better method would be to use a
“Prompt User for Input” subVI as pictured in FIGURE 35.

FIGURE 35: LabVIEW Case to Call SubVI to Prompt User for Startup Level Input
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When this subVI is executed in the program, a dialog box pops up for the operator
and requests a value to set the level of the column to during startup. The window informs
the user of the appropriate range to choose within and has a default level of 50% that will
execute if the operator does not input a value within 60 seconds. The way the pop-up will
appear to the operator is pictured in FIGURE 36.

FIGURE 36: LabVIEW Prompt User for Startup Level Input Dialog Box

An additional case structure was added to handle the response should the user
input a value outside of the specified range. If the input value is within the range, the
program continues to the next state and accepts the level setpoint. If the input value is
outside of the range, false case executes, and the program moves to an error state on the
main case structure. When this occurs, another dialog box pops up for the operator that
informs of an error. This can be seen in FIGURE 37. Once the operator acknowledges the
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error message, the program reverts to the Set Level startup state and once again prompts
the user to input a level.

FIGURE 37: LabVIEW Error Dialog Box for Out of Range Level Setpoint

Prompting the user to set a level to fill the column to is the first case to occur in
the automatic startup case structure. The timing of the prompt ensures that the level will
be set prior to performing any other startup steps and reinforces a correct order of
operation. The nature of using a pop-up dialog box forces the operator to pause and think
through what an appropriate level will be based on the estimated methanol content in the
feed. These features together make the Prompt User for Input subVI better suited for the
scenario compared to a simple control.

4. Pump and Valve Manipulation Sequencing

One of the issues with the stacked sequence code that had risk of damaging the
equipment was the way in which the logic was performed in order to open or close a
valve and turn on or off the corresponding pump. The way in which the original code was
written, there was no way to know which operation would occur first and how long of a
delay there would be between each action. This caused risk for running a pump dry
should a pump be turned on before any flow was established from opening a valve. To
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address this issue, the manipulation of a valve and corresponding pump were separated
into two different case structures as pictured in FIGUREs 38 and 39. This establishes a
set order in which the operations take place. For each instance when a valve was opened
and a corresponding pump was turned on, the valve is opened first and in the following
case, the pump is turned on. This ensures that a flow has been established prior to turning
on a pump and will assist in preventing the pump from running dry. In FIGURE 38, the
case executed is Drain-Valve. In this case, the bottom valve position is being set to 100%
and the next case to be performed is set to Drain-Pump. In the Drain-Pump case in
FIGURE 39, the pump system variable is set to true which will turn on the pump when
the system variable is addressed in the event structure. The reverse order of operations
occurs for closing a valve and turning off a pump. The pump is turned off first and then
in the following case, the valve is closed. Again, this prevents a pump from operating
without a liquid flow and reduces the risk of running the pump dry.

FIGURE 38: LabVIEW Startup State to Open the Bottom Valve to 100%
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FIGURE 39: LabVIEW Startup State to Turn on the Bottom Pump

5. Math Simplification

Complicated mathematical operations were another issue seen in the stacked sequence
structure. Specifically, this was present in the heating frames where running averages
were being calculated as part of the logic to determine when the system met the specified
heating limit. A before and after comparison is pictured in FIGURE 40 to demonstrate
the same functionality performed in two different ways. The highlighted sections of the
code perform the same operation but using different function nodes. In the updated
version, a premade LabVIEW subVI was used. This subVI is programmed to take an
average of a specific sample length and can replace all of the operations highlighted on
the left side of FIGURE 40. The other math performed after the average is obtained in the
original code is a signal conversion which is handled within the event structure of the
updated code. This further cleans up the program which saves space and makes the logic
easier to follow for future updates. The same function was used everywhere a running
average of a temperature was obtained. A similar, simplified function exists for
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calculating standard deviation as well, which was used for measuring the variation of the
top temperature in order to determine when the temperature has stabilized. Altogether,
the use of this subVI saved substantial space on the block diagram and enhances the
user’s ability to interpret the code without being distracted or confused by complicated
mathematical operations.

FIGURE 40: Comparison of LabVIEW Code Simplification to Perform the
Same Operation

6. Accessible Shutdown

Another benefit to the new architecture used is the increased functionality of the
shutdown button. In the stacked sequence structure, the shutdown button would only
work when the system was in normal operation. Therefore, if a failure were to occur
during an automatic startup, the operator had no safe way to discontinue startup and
terminate the program. With the use of the event structure, the Master Cluster, and the
elimination of blocking, that is no longer an issue. Since there is no blocking, the system
is never stuck in a specific state preventing other operations from occurring. This allows
for the event structure to constantly monitor for a value change in the Shutdown button,
indicating that the user has pressed the button to move the system into the shutdown
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sequence. When a value change is detected, the corresponding variable is updated within
the Master Cluster and carried through the program to initiate a transition to the shutdown
state. Therefore, if the system experiences a failure during startup or the operator decides
to terminate the startup, the program is able to perform a specific shutdown procedure
and ensure that valves and pumps are placed in a safe state before terminating the
program.

7. Front Panel

In addition to upgrades made to the block diagram to simplify and further improve
code, the front panel was also updated. FIGURE 41 is an image of the new front panel
layout. Changes were made with the overall layout, graphics, charts, available indicators,
and other small details. The goal was to create a more user-friendly interface for the
operator to interact with and minimize unnecessary data. For reference and comparison,
the original front panel is pictured in FIGURE 19.

For the overall layout, one of the main issues was making it more apparent what
control or switch is for each part of the process. To better distinguish the controls, boxes
were used to group controls that regulated the same region of the distillation column.
Pump controls were added to the front panel as well and placed in the appropriate groups.
The groups were then given bold headings so that the operator can identify what region
of the column each group is controlling within a quick glance. The control groups were
organized vertically down the left side of the screen to mirror the vertical column. Each
control group loosely corresponds to the relative position on the column so that it is
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intuitive for the operator when trying to locate a specific controller. Clean lines and
negative space were utilized in order to give the program a more streamlined look and
reduce clutter.
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FIGURE 41: Updated LabVIEW Front Panel for Distillation Column
Software
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Indicators corresponding to each controller group only displayed flow rate
information calculated from a differential pressure. On the old front panel, there were two
indicators for each flow rate, one would show the flow rate when the system was in
manual and the other would show the flow rate when the system was in automatic. This
was likely a work around to avoid local variables in the original code because the stacked
sequence structure restricted the use of the same indicator across different frames. Since
the updated code uses a Master Cluster which allows for system data to be available to
the operator throughout the entire process, only one flow rate indicator was necessary.
Therefore, the redundant indicator was removed. This significantly reduced clutter and
allowed for the flow rate indicators to be moved next to the corresponding process lines
on the diagram. The location of the flow rate indicators will help students visually
connect variable names to their physical location within the distillation column process
and enhance their understanding of the movement of fluid throughout the distillation
column. Additionally, an indicator for valve position was added to the diagram to allow
students to compare valve position with measured flow rate and understand the
relationship between the two values.

In addition to redundant flow rate indicators being removed, the thermometer
indicators for the top and bottom temperature were also removed. Instead, the top,
bottom, and ambient temperatures are represented digitally and grouped together for
organization purposes. While the thermometers are an interesting and unique way to
represent the data, it is not the most effective way to determine the exact temperature of
the system. In one of the heating sequence steps of startup, the program is monitoring for
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the bottoms temperature to reach 82.5 degrees Celsius. This is a relatively precise value
and is difficult to identify when looking at a thermometer graphic compared to a digital
output. Additionally, there was no indicator to display the ambient temperature which is
important for estimating external thermal impacts on the column that could affect steady
state.

The graphics were another aspect of the front panel to be updated. These
modifications act as a clean-up from the previous front panel and make the graphics more
visually appealing and realistic to the process. For the distillation column itself, Microsoft
PowerPoint was used to design the graphic. The goal was to give the visual a glass-like
shading to accurately represent the material of construction of the actual column. Six
trays were added for consistency with the actual distillation column. Having six trays also
allows for the feed placement to be accurate relative to the trays. The process lines and
valves were replaced with realistic three-dimensional graphics using the LabVIEW
Datalogging and Supervisory Control (DSC) Module which is add-on software that
enhances the user interface, and particularly suited for creating P&ID (Piping and
Instrumentation Diagram) visuals. Additionally, the steam bypass valve was added to the
diagram since it is a relevant part of the system, specifically for the heating sequence
during startup. Pump graphics were also added to their respective locations with an
indicator on each pump that lights up when the pump is on. The combination of the pump
and flow rate indicators will provide the operator with a better understanding of where
fluid is flowing throughout the column at a quick glance.
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Graphic adjustments were also made for the bottom of the column and
accumulator levels. Since the bottom of the column is never drained to be completely
empty, it is physically accurate for a slight level to remain even when the differential
pressure indicates a level of zero. The accumulator level was given a vessel body which
is a more accurate representation of the accumulator since it is a distinct cylindrical
vessel. The accumulator graphics also bring more attention to the accumulator level on
the screen which is beneficial since it is necessary to maintain a fluid level to prevent
pump damage.

Another update made to the front panel is centered around the charts. Previously,
there were three charts and not enough room for all three to be visible at the same time.
After reviewing the function of each chart, it was determined that the Feed chart was not
necessary to the distillation column operation. Based on the way the distillation column is
currently used in the Unit Operations lab, there is no need to trend the feed flow rate and
feed valve position. The data is not needed by students performing the lab or for the
operator controlling the column. Therefore, the Feed chart was removed. In general, it
was determined that there was no need for valve positions to be trended in any of the
charts. From the operator’s perspective in how the distillation column is currently used,
the operator only needs to understand the current valve position, not the history of
previous valve positions. As a result, the valve positions were removed from the Levels
and Temperatures charts.
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The Levels and Temperatures charts were retained as they are relevant system
data that the operator should have available. Temperatures are necessary because the
process of distillation is driven by the temperature gradient throughout the column. The
column must be slowly heated during startup to prevent shocking the glass and the
stability of the temperature overtime indicates if the system is in steady state. Since both
temperature changes are time dependent, it is beneficial to have a chart constantly
updating with real time data. This provides the operator with a visual of the rate of
change and can assist the operator in determining if the system is in a steady state or not.
Levels are also another important variable to trend. It is important for the operator to
understand how the levels are changing over time. Having a trend available will inform
the operator whether the levels are gradually increasing, decreasing, or staying the same.
By understanding the trend of the levels, the operator can predict where the levels will be
after a certain period of time and can make flow rate adjustments as needed to maintain a
desired level. Should levels not be maintained, there becomes a risk of equipment
damage due to running the pump dry and overheating the bottom of the column.

One of the minor changes that may have a larger impact is the use of color on the
Boolean toggles to switch between manual and automatic operation. When the switch is
set to manual, the negative area of the switch is colored red. When the switch is set to
automatic, the negative area of the switch is colored green. This small visual detail will
assist in quick recognition if a system is in manual or automatic and is a clear indication
when the switch changes positions. The colors also coordinate with the true/false value of
the switch. Green corresponds to true and red corresponds to false. When the switch is set
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to true, the switch shows green and the true case for the startup case structure is executed
for an automatic startup. When the switch is set to false, the switch shows red and the
false case is executed for a manual startup.

Another minor change to the front panel is the addition of the current time as well
as a countdown timer which is necessary for the waiting periods during the heating
sequence of startup. It allows the operator to know how long until the next startup
operation occurs. Through the use of property nodes, the startup timer will disappear
when not in use and reappear as needed so as to not distract the operator and clutter the
screen. Property nodes were also used in a few other places. When performing a manual
startup, there needed to be a trigger to move the system into the normal operation state. A
Boolean button was added in order to initiate this transition; however, it is not necessary
for the button to always be visible. Through the use of property nodes, the button only
appears in the manual startup state and disappears once the program moves to the normal
operation state. Comments were also added to the front panel to provide a description of
the code currently being executed. Additionally, indicators for the main state, startup
state, and shutdown state are available for the operator to know which state the program
is in. Property nodes were used here as well so that the shutdown state indicator is not
visible during startup.

A third improved detail is replacing the toggles for the Tops to Feed and Bottoms
to Feed pumps. In the original code, it was difficult for the operator to know if the toggle
was switched to on or off. This increased the risk of leaving a pump on accidentally
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which could disrupt the process flow as well as run the risk of emptying the top and
bottom product vessels and causing the pump to run dry. To address this risk, the toggles
were replaced with a different control that lights up when pressed to indicate that the
pump is on. The pump controls were also grouped together visually and kept isolated
from the other controls since they are not typically manipulated during normal operation.

The final front panel aspects to identify are the ‘Go’ and ‘Shutdown’ buttons.
They have each been grouped with their corresponding switch to determine whether the
sequence will occur in manual or automatic. By placing the switch and button next to
each other, it increases the likelihood of the operator considering whether to perform the
task in automatic or manual. The buttons were also placed together closer in proximity
and vertically aligned. This adds structure to the overall layout and maintains the
cleanliness established with the controller groups on the left side of the screen. While it
may appear that placing the ‘Go’ and ‘Shutdown’ buttons in closer proximity may
increase the risk of clicking the wrong button, the contrasting green and red colors and
large text create strong visual separation between the two and are a subconscious visual
reminder of the distinction between each button.

C. Plant Simulator

Another feature added to the distillation column software is the ability to run the code
in a simulation mode. This allows for changes in the logic to be evaluated without
introducing risk of damaging equipment if something does not work as designed. Part of
the simulator was built into the Control Points subVI in the event structure. The second
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part of the simulator is within another subVI called Plant Simulator. This subVI is not
accessed within the main VI, instead, it is used in conjunction with the main VI to control
process variables and replace the signal that would have been obtained from the
FieldPoint channels. The front panel of the Plant Simulator subVI is shown in FIGURE
42.

FIGURE 42: LabVIEW Plant Simulator SubVI Used to Perform Simulation of
Distillation Column Program

There are indicators for the pumps and valve positions and controls for the
differential pressures and temperatures. This program uses network variables to
communicate with the simulation mode of the Control Points subVI so that as a
temperature is changed within the Plant Simulator subVI, the corresponding temperature
in the main program is updated with the same value. Another change made with the
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creation of the simulation mode is the use of a simulation delay. With this simulator,
changes are instantaneous, and it can be hard to see each state as it happens. Therefore, a
delay was added so that if the program was run in simulation mode, a delay would be
applied to the startup and shutdown states so that the user can observe each state as it
happens. Since the delay was repeated in nearly every startup and shutdown state, a
subVI was used. The subVI, shown in FIGURE 43, used a case structure so that if the
program was in simulation mode, the true case would occur, and a wait delay of five
seconds would be applied. If the program is not in simulation mode, no wait delay occurs
and the subVI is passed through.

FIGURE 43: True and False Cases of LabVIEW Case Structure Used to Implement
Five Second Simulation Delay

D. Distillation Column Redesign with C&I Engineering

One of the main issues with the distillation column itself is the entangled piping. The
piping configuration has negative consequences on both process control and equipment
accessibility, affecting the operator, maintenance tasks, and the students’ learning
experience. The best way to address this problem is to perform a complete redesign of the
distillation column system. The University of Louisville collaborated with C&I
Engineering in order to create a new equipment design addressing the current
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deficiencies. C&I Engineering is a consulting engineering company that specializes in
process design and improvements. The collaboration between C&I and UofL to redesign
the system allowed for C&I to create not only an efficient design, but also one that meets
the established needs to enhance learning through the Unit Ops lab.

The primary goals of the redesign were to decrease deadtime throughout the system
and to make equipment more accessible. In order to decrease deadtime, the piping
configuration must be streamlined to eliminate excess pipe length and bends. Reducing
these factors will reduce kinetic losses of the fluid and will allow the fluid to maintain a
higher velocity. The shorter distance and the streamlined path will ultimately decrease
deadtime and allow for a tighter control of the process. The second part of the goal,
increased equipment accessibility, must be performed in conjunction with the first. Piping
must be minimized while also maintaining an equipment configuration that allows for
students and anyone performing maintenance tasks to access the equipment. Specifically,
pumps, valves, and rotameters should be relocated so that they can be easily accessed to
perform maintenance tasks as well as for students to easily identify the equipment and
understand which part of the process they correspond to. An additional benefit to
streamlining the piping will be the ease at which the students’ will be able to trace the
piping and follow fluid flow. Ideally, the piping bundle will run parallel with direct routes
to and from each point of the process. Pipes will be labeled and color coordinated to
provide visual cues for students to help them understand the fluids within each pipe and
where it they are being transported.
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While many pieces of equipment will be replaced within the scope of the redesign, it
is not monetarily practical or feasible to replace everything. The distillation column and
thermosyphon reboiler will be kept through the redesign. Since both pieces of equipment
are made of glass and allow for a unique perspective of distillation that aids the learning
process, they are beneficial to keep it. A replacement of a similar column and reboiler
would be too costly, especially when there is no immediate need for a replacement since
the original still functions well. A consequence to keeping the column, however, is that it
cannot be taken apart and relocated for the redesign. The gaskets for each stage of the
column have dried out due to the methanol in the system and would likely crumble if the
column is taken apart. Replacing the gaskets would be tedious and too expensive to
justify the end result. This restriction increases the complexity of the redesign and limits
equipment orientation options. Another limitation centered around the distillation column
is that students need to be able to access each tray of the column in order to take liquid
and vapor samples. The sample ports are currently accessed using scaffolding around the
column with a vertical ladder leading up to the platform. While the exact scaffolding does
not need to be kept in the redesign, there still must be a way for students to safely access
the stages of the column.

Other equipment to be kept through the redesign include the feed, top product, and
bottom product vessels. These tanks are made of copper and provide adequate storage for
the fluid volumes used to perform the distillation. Unlike the distillation column, these
tanks can be relocated with the redesign to optimize the space. The accumulator is a final
piece of equipment that will remain through the redesign. Similar to the column, it is
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made of glass to provide the operator with a visual of the level. This is necessary in the
event that the differential pressure cell fails so that the operator can still monitor the
accumulator level and run the distillation column safely. Additionally, the glass helps
students to understand the purpose of the accumulator.

Throughout the design phase, multiple meetings were held in the Unit Operations lab
as well as at C&I’s office. Initially, the meetings were conducted in order for C&I to gain
an understanding of the existing equipment and how it is used. From there, discussions
began to focus on what aspects need to change and what must stay the same, such as the
distillation column and tanks. Once these limitations were identified, preliminary designs
began to be developed. During this stage, C&I presented the opportunity to use their laser
scanning services to create a 3-D image of the distillation system. Having this image
would provide C&I with accurate dimensions available for them to design around and
overall enhance the precision of the designing process. This was especially helpful due to
the spatial restrictions of the Unit Operations lab.

After obtaining the laser scan of the distillation process, a proposed equipment
configuration was developed. One topic of discussion for the new design was focused on
how students would access the stages of the distillation column to obtain samples. Three
options were proposed by C&I and discussed across the team. The first option was to
create a sampling station using tubing connected to the sample ports and directing all
samples to a single station floor level. This would eliminate the need for scaffolding
complete. Unfortunately, this option was proven to not be feasible due to the length of
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tubing required. A second option discussed was to use a rolling staircase and eliminate
the platform scaffolding completely. Prior to the installation of the current scaffolding,
this was the access method used to obtain samples. The scaffolding was installed due to
safety concerns, expressed by the Accreditation Board for Engineering and Technology
(ABET), associated with the rolling staircase. Therefore, this option was eliminated. The
final option discussed was removing the scaffolding that wraps around the front of the
column and instead, adding scaffolding that wraps around the back of the column and
comes partially around the other side. In addition to the new location of the scaffolding,
the ladder would also be removed and a staircase parallel to the back wall would be
installed along the wall, providing a more accessible way to reach the platform. The
stairway is safer and more inclusive so that all students will be able to access the sample
stations on top of the column. This configuration also opens up the front of the column
and allows students to have a more unobstructed view of the distillation process. Based
on these benefits, the third option was selected for the final design of the process.

FIGURE 44 is the equipment design created by C&I Engineering. The FIGURE
depicts the aerial view of the agreed upon scaffolding configuration, as well as the
location of the rest of the equipment in the redesign. Another perspective of the layout is
documented in APPENDIX V. In this equipment design, a primary change is the location
of the top and bottom product tanks. Instead of being side by side, the top product tank
will be located above the bottom product tank. This will conserve space as well as act as
a visual reminder for which tank is the top product and which is the bottom product. The
feed tank will remain in relatively the same location as it currently is. Unfortunately,
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piping arrangements have not been finalized and are not included in the equipment
arrangement schematic. It is likely that piping will be mounted on a skid and run parallel
to the front of the staircase. This would make it easier for students to trace the piping and
follow the flow of the process fluids. Additionally, pumps, valves, and rotameters will be
located within the general area between the distillation column and the product tanks,
allowing for easier access for maintenance and learning purposes.

FIGURE 44: Equipment Design Developed by C&I Engineering of Proposed Unit
Ops Distillation Column Redesign
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IV. IMPACT

Due to the equipment unable to be fixed, the upgraded software was not able to be
tested on the actual distillation column. Instead, a simulation was created and
incorporated into the software in order to test the logic. The simulator was helpful for
testing the updates made within the scope of this project and will also be useful to test
future changes made to the program without introducing risk to the equipment.

When running the code in simulation mode to test the updated code, a major issue
with the countdown timer was identified. Each state that required a countdown timer to
expire before progressing to the next state would occur instantly with zero wait time. The
states would pass as though there was no countdown timer at all. This prompted a closer
look at the code used to create the timer. Each time a small change was made to attempt
to correct the problem, the code was able to be tested in the simulation mode without the
risk of damaging equipment. The simulation mode also allowed for the LabVIEW
features of highlighting the execution and probing the wires to be used. Highlighting the
execution slows down the program so that the user can follow the flow of data through
the wires on the block diagram. Probing the wires allows for users to select specific wires
to see what values are passed through them at a given time. By using the highlight
execution and probe wire features while troubleshooting this issue, it was discovered that
a “less than” node was used instead of a “greater than” node, resulting the Boolean that
indicates if time has expired to always be true. This caused each state with a timer to
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execute as if the timer had already expired before any actual time had passed. Had this
issue not been identified during a simulation, there would have been potential for damage
to occur to the glass reboiler and column. During automatic startup, there is a state that
makes the program wait for five minutes after steam is first established in order to give
the column time to gradually heat up before applying more steam. Skipping the wait
period would increase the risk of thermal shock and could damage the glass. Identifying
the countdown timer issue within the simulation mode prevented any damages from
occurring to the distillation column due to a malfunctioning timer and allowed for a low
risk method of troubleshooting.

Other than the countdown timer, there were no other issues identified during the
simulation. Each state occurred as designed, including states controlled by a specific
setpoint being met. The simulation also confirmed the correct use of property nodes as
the program successfully made indicators and controls visible or hidden as specified in
the code. Overall, the simulation proved to be a useful tool to identify issues within the
code and will be useful in the future to test out any other upgrades made to the software.
Once the rest of the equipment deficiencies are addressed, the upgraded code is ready to
be tested on the physical process in order to evaluate its performance compared to the
original code.

While an actual trial of the code was not able to be obtained, the impacts of the
upgraded code can still be estimated. The logic has been tested through the simulation
and was proven to work as designed. Therefore, it is expected for the code to run
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successfully with the distillation column as well. One expected impact of the new code is
the speed of the automatic startup. The automatic startup was not able to be tested but it
was noted through past experiences that the code caused startup to be significantly longer
than a manual startup. After dissecting the old program, it can be predicted that one of the
primary causes of the extended automatic startup is a result of blocking with the wait
timers. Loop iterations were slowed significantly throughout nearly all of the stacked
sequence frames, preventing the code from being performed at a maximized speed. Wait
timers were eliminated in the updated LabVIEW code in order to avoid blocking and
allow the program to continuously measure and update variables. Therefore, it is
expected that the only delays experienced in the program will be within specified states
which will optimize the speed of code execution and reduce the time it takes for an
automatic startup.

A known impact of the updated code is that it allows for a safer operation of the
distillation column. The new architecture allows for system data to be available for the
duration of running the program so that the operator is not blind to important variables
such as temperatures and levels. Additionally, the new code now provides the operator
with the option to shutdown the process at any point of startup or normal operation. The
original code restricted the operator to only being able to safely shutdown once the
program was in normal operation. Should an automatic startup require an emergency
shutdown, the operator had no way to safely perform one. The updated code eliminates
this issue which ultimately makes it a safer program to run the distillation column with.
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V. RECOMMENDATIONS

While the upgrades completed within the scope of this project have improved the
distillation column system, there is still room for opportunity to further enhance the
operation of the system. The first and foremost recommendation is to address the
equipment that continues to malfunction as well as pursue the planned redesign with C&I
Engineering. In order to take advantage of the programming upgrades made, the
equipment must be functioning properly. The updated automatic startup will be of little
use if there is no way to obtain live temperatures of the column to control the heating
sequence from. It will also continue to be difficult to control steam and feed flow until a
more linear valve is installed. The redesign is necessary to simplify the system and make
it easier for students to figure out how the separation process works, as well as make
equipment more accessible for maintenance operations. Once these items are addressed,
further opportunities for growth become available and the use of the distillation column
can be extended to other facets of learning.

One such extension of learning includes process control. This can be applied both
within the LabVIEW code itself as well as through the Unit Operations lab. Within the
normal operation state, PID controllers are used when running a specific loop in
automatic versus manual. After the redesign is complete, there will be new process
dynamics values within the system to account for. Therefore, the PID controllers will
need to be tuned in order to better control the new system configuration. The tuning of

91

the controllers can be performed as another upgrade project to further improve the code.
Alternatively, it could be incorporated within the process control course as a tangible
example of how to tune a controller and the impact it has on fluid control.

Once tuning parameters are obtained for each controller, a known basis can be
established. From this, a process control lab can be developed where students adjust the
parameters of the PID controller and see how the process responds. Specifically, students
could plan and perform various types of bump tests with the controllers to study the
relationship between the process variable and the controller output to develop their tuning
parameters. There is functionality within LabVIEW to have controls on the front panel so
that students can adjust parameters of the PID controllers in normal operation. This will
allow students to observe the impact different tuning parameters have on flow rates,
temperatures, and levels. It would also provide students a firsthand experience in tuning
controllers and require more active participation to help reinforce the concept of process
control. New charts can be added to track the necessary variables for tuning controllers.
Through the use of property nodes, the charts can be hidden so that the operator can
select which charts they want to see. This will allow for the necessary charts to be
displayed with limited space on the front panel.

With better process control through optimized equipment design and tuned
controllers, another potential use of the distillation column can be simulated upsets. This
can be performed as a class demonstration or as an extension of a process control-based
lab. By working through a process upset, students will learn how upsets occur, how they
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affect equilibrium throughout the column, and how to adjust other parameters to recover
from an upset. The updated front panel will provide an organized and clear interface for
students to interact with. All necessary system data, including temperatures, flow rates,
and levels, are available for the students to use to monitor the impact of an upset.
Controls are also available for students to react to the upset and attempt to actively
recover the process. Having the data and control capability available will force students
to actively problem solve based on the available data. This will allow students to develop
an understanding of the relationship between the different parameters and guide students
to analyze the system as a whole. If performed as a lab, there would be an increase in
engagement between the students and the distillation column as they decide on changes
to make and monitor how the system responds. It provides an opportunity for teamwork
to recover the process as well as an opportunity for active learning as they apply their
knowledge of distillation and material balances to a tangible process.

Another process control improvement that can be completed after the redesign is
the implementation of updated control loops. One loop would control the top of the
distillation column and a second loop would control the bottom. For the top of the
column, the distillate and reflux valves would be manipulated based on the temperature
of the top of the column as well as level of the accumulator. This loop would provide
tighter temperature control while maintaining a reflux and accumulator level. For the
bottom of the column, a control loop would be used to control the temperature and level
of the bottom of the column by adjusting the steam and bottoms valves. These loops
would provide better top and bottom product purities and ultimately provide better
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control over the temperatures and levels of the column. While it is possible for the loops
to have been incorporated within the scope of this project, it was not practical to do so
with the upcoming redesign. The redesign is expected to occur as soon as possible and
once it is complete, the control loops would have to be retuned for the new deadtime
values within the system. Creating the updated control loops before the redesign would
result in obsolete tuning parameters and no use of any work performed to obtain the
parameters. Therefore, it is recommended to obtain the new tuning parameters and create
the control loops after the redesign is complete to provide better product purity control.

Building in error handling is another recommendation for future code
improvements. Even with the updated code, there are limited safeguards in the event an
error occurs. For example, if the program or operator tells a valve to open 100% but the
valve never physically opens, there is nothing built into the code to address the issue.
Eventually the operator would become aware of the issue once impacts on flow rates,
temperatures, and levels are observed; however, if it is a pump malfunctioning, this could
be too late to prevent equipment damage from occurring. Therefore, additional
functionality in the code must be built to check that valves and pumps actually move to
the position they are set to. Deadband would have to be accounted for to ensure that a
valve set to 25% does not cause an error if it is physically at 26% instead. Another
example of error handling would be monitoring temperatures and levels and sending the
operator an alert if the temperatures or levels exceed safe operating limits. These alerts
would increase the safety of the system and reduce the risk of overheating the column or
cavitating the reflux, distillate, and bottoms pumps. An important factor to consider when
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implementing error handling is that there would have to be a way for the operator to
decide between continuing with the current state of the program, moving to a new state to
troubleshoot the problem, or performing a safe shutdown of the process. Additionally,
when the program identifies an error and moves to an error state, it would need to ensure
that the equipment not experiencing an error remain in a safe position and can still be
controlled if needed. While these upgrades are not exactly necessary in order to run the
distillation column, they are important and will be beneficial for handling equipment
errors when they inevitably occur.

One more programming update that would build off of the changes made within this
project is improving the plant simulator. The plant simulator currently allows for the user
to control temperatures and levels to progress the program to the next state. A more
advanced way to simulate the distillation column would be to develop temperature and
differential pressure signals that mimics how the actual signals would respond to a
change in valve position or pump configuration. This would provide a more realistic
simulation that would give the user a more accurate idea of how the actual system will
respond to the code.

Due to the impacts of Covid-19, universities, including the University of Louisville,
have switched to online courses as a temporary safety precaution. While many classes
can be converted to online courses, the Unit Operations lab is much more difficult to
transition. The purpose of the Unit Operations lab is to provide students with an
opportunity for active learning through hands-on lab experiments with chemical
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engineering processes and equipment. Transitioning this course to online reduces the
opportunity for hands-on learning and decreases the effectiveness of the course.
However, having an accurate simulation of a distillation column through LabVIEW
would allow students to still get hands-on process control experience in an online format.
LabVIEW is an accessible software for students to install on their personal computers. A
simulation with realistic process data for temperatures and flow rates would allow for
students to make changes as a system operator and monitor how other parameters of the
system are impacted. A fully functioning, realistic distillation simulator would be an
essential tool for delivering the Unit Operations course online in a creative and effective
manner. With the lasting impacts of Covid-19, as well as in preparation for future needs
to move learning online, a simulation is an important tool to be developed to allow for
active learning within a digital environment.

A final recommendation that would further improve the use of the distillation
column is to develop a web application. The web application would enable the operator
to have live system data available on a portable device such as a smart phone or tablet
through a single page web application. The web application would update as new data is
available to provide the operator with real-time process data. With the inclusion of error
handling within the code, the web application would also be able to display system alerts
for various errors. This allows the operator to step away from the system but still have
full access to system data to monitor the process, make sure it remains in a safe state, and
respond to any alerts. Additionally, the web application can be used to execute the
process upset as part of a process control lab. Students would be monitoring and
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controlling the system through the LabVIEW code while the instructor could force an
upset from the web application on a mobile device that students will have to identify and
recover from. This type of lab activity would provide students with an opportunity to
practice teamwork and problem-solving skills in conjunction with their knowledge of
process control and distillation.

An Application Programming Interface, or API, could be developed using a variety
of hosts, including Microsoft, Google, or Amazon to communicate with the single page
web application. This aligns with the concepts of Industry 4.0 such as using the cloud for
data storage and increased data accessibility to enhance flexibility within the
manufacturing environment [11]. By incorporating concepts of Industry 4.0, it will be
more convenient for the operator to monitor the distillation column from afar, while also
providing students a preview of the possibilities of integrated technology in
manufacturing.
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VI. CONCLUSIONS

Prior to the improvements completed over the course of this project, use of the
Operations Lab distillation column was limited. Startup could only be performed in
manual with significant operator involvement throughout the entire process. There was
little control over the system with essential equipment either insufficient for process
control or not functioning at all. The control program use of a stacked sequence structure
limited when data was available to the operator and prevented the possibility of an
emergency shutdown during startup. LabVIEW code on the block diagram had multiple
deficiencies outside of the chosen programming architecture, including data flow issues
and overcomplicated code. Controls and indicators on the front panel were unorganized,
redundant and excessive data were displayed, and the graphics were outdated. Due to the
restrictions associated with the equipment and LabVIEW code, the functionality of the
distillation column was minimal. While this makes it more difficult to operate the
distillation column, it also reduces its use within the Unit Operations lab as a tool for
learning.

In order to optimize the use of the distillation column, significant changes were
made. Faulty equipment was addressed, and an overall redesign was developed with C&I
Engineering. These changes will allow for better control over the system and improved
accessibility of equipment for maintenance and learning purposes. In addition to the
equipment and layout upgrades, the LabVIEW code to run the column was completely
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overhauled and updated. The overall architecture was converted to a state machine and
code was simplified by separating the logic from read/write operations and provided a
cleaner and safer mechanism to run the distillation column. Real-time system data is now
available during all states of the code and shutdown can occur as needed, even during
startup. The upgraded code is also more flexible and can be readily adapted for future
updates performed on the distillation column.

The changes made to the LabVIEW code were necessary in order to develop a
strong foundation. This new foundation in the form of a state machine can easily handle
future upgrades for whatever functionality is determined necessary to operate the
distillation column. Additionally, the updated program is more intuitive which will allow
for students to become the operators of the distillation column. Allowing students to
directly control the distillation column and make decisions on manipulating pumps and
valves will increase their active participation within the lab and overall enhance their
distillation learning experience. Another benefit of the code upgrades includes the plant
simulator. Operating the code in simulation mode provides a method for testing future
updates and allows the code to be executed in a safe state for troubleshooting without any
risk to the equipment. The foundation of the simulation mode also paves a path for a
more fully developed simulation to be created to allow for continued active learning
through a digital classroom.

It is the combination, however, of the equipment and code updates that will improve
the use of the distillation column as a learning tool. The optimized system will allow for
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more involved experiments to be performed and will help transition the distillation
column from being a passive lab to a more active experiment. A wider variety of
experiments can be conducted around the distillation column with hands-on tasks for
students to perform such as tuning controllers or managing process upsets. This unique
perspective will help students understand the process as a whole and how each system
variable is related to the other. Additionally, the concepts of process control and
separation operations can be taught in conjunction, highlighting the intersectionality of
the two courses and how they are commonly used together in a manufacturing
environment.

Ultimately, this is not the final form of the code or distillation column
configuration. The work performed within the scope of this project paves the way for
future updates to be made as the function of the distillation column shifts to meet new
and evolving learning goals. The purpose of the distillation column is to provide a lab
scale example of a common separation operation process and provide students with hands
on experience to supplement their learning. An optimized equipment layout and flexible
LabVIEW architecture will be able to handle future upgrades and increased functionality
to better enhance student learning and prepare students for their careers.
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APPENDIX I: PROCEDURES

Proposed Manual Start-up Procedure of Unit Ops Distillation Column
1. Ensure enough MeOH and H20 in system, add more if necessary
a. We added 5 gallons of MeOH and filled rest of feed tank with H20 (not all
the way full)
b. Usually there is a switch to transfer bottoms product to feed tank but
switch is broken
c. Typically only need to add more methanol after column has been run
numerous times and MeOH has evaporated
2. Manually turn on steam and city water
a. Steam valve at pressure gauge on wall
b. Two valves to open for city water, one downstairs by steam valve and one
upstairs behind table
3. Bleed the steam line by manually opening two valves to allow condensate to drain
a. Make sure valve to column is closed
4. Start the LabVIEW program running in manual mode
a. Startup sequence flipped to ‘no’
b. Shutdown sequence flipped to ‘yes’
c. Ensure all buttons are set to manual
5. Open the bottom valve position to 100%
a. This turns on the pump and drains the bottom of the column to the bottoms
product tank
b. Code in LabVIEW is setup so that if there is any flow established by
opening the valve, the pump will turn on
c. May need to check pneumatics and if compressed air is open to ensure
valve is working
6. Close the manual steam bypass valves to direct the steam through the control
valve
7. Close the bottoms to feed valve when level reaches top of stem which is set as
zero level based on dp calculations in program (program reads level based on dp
and is accurate)
8. Turn on switch in program to drain bottoms tank to feed tank
a. Open valve at rotameter
b. Fill feed tank all the way using site glass, then close the manual valve and
turn the switch off
9. Turn on feed and add level to column
a. Manually add feed by setting feed valve to 100% which will turn on the
feed pump using similar logic to the bottoms drain.
b. Use the feed bypass to fill up quicker
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c. Fill until pot reaches 60-70% level (aim for higher than 50% because it
helps column to reach steady state faster because level is lost to
evaporation and composition of MeOH and H20 varies)
10. Once level is reached, close the feed valve by setting it to 0% and closing the
manual bypass
a. Close bypass first because it flows faster
11. Open the steam bypass control valve using controller at column
a. Valve is pressure to open so use increment button to add pneumatic
pressure to open the bypass valve
12. Open steam valve to 45% in LabVIEW then slowly open manual valve to let
steam flow into thermosyphon
a. Maintain until temp of bottoms is between 40-50 degC
13. Open steam value to 55% in LabVIEW
a. Maintain until temp of bottoms is between 60-70 degC
14. Back off bypass
a. Remove pressure to close valve a bit
b. Note: the valve slips so you must keep adjusting the pressure to maintain
the valve position
c. Watch for steam at stirred tank and close bypass more if steam is visible
15. Open steam valve to 65% in LabVIEW
16. Back of bypass and close it with the pneumatic controller and using manual
valves to isolate the line in case the valve slips
17. Maintain steam valve at 65% for duration of run
18. Check tops temperature and accumulator level
a. Accumulator maintains level for pump so no running pump dry when flow
fluctuates
19. Look for 60% level in accumulator then start reflux by opening reflux valve to
100%
a. A lot of lag here because the reflux line is very long
20. Timer starts where either top temp equilibrates at a constant value for 2 minutes
or waits 15 minutes before continuing
21. Transition to continuous operation mode
22. Continue to check accumulator level and manually drain some to product tank to
prevent overflow by cracking open the valve
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Experimental Procedure for Unit Ops Distillation Lab
1. The column was started approximately 5 hours prior to data acquisition to allow it
to reach steady state. The column was judged to be in steady state when the
temperatures of the feed, bottoms product, and tops product did not change for
approximately 1 hour. The data could then be collected.
2. The temperature for the top and bottom trays was measured in degrees Celsius
and read from control panel.
3. The flow rates of the bottoms product rate, the tops product rate, the overhead
rate, and the feed rate were collected from rotameters beside the top and bottom
product tanks. The rotameter was read from just below the widest point of the
float. The temperature was also measured in degrees Celsius from a thermometer
on top of the rotameter.
4. A sample was drawn by the instructor from the feed, bottom, and top product
tanks. The refractive index values of the samples were then measured by the use
of refractometer. The refractive index values were recorded.
5. The individual tray samples were drawn by placing a syringe in a port on each
bubble tray. The gas sample from the individual tray below was collected from
the port on the farthest right of the column. The liquid sample from the
individual tray was collected from the port on the farthest left on the column.
This was done for all 6 trays.
6. To condense the gas samples into a liquid, an ice-cold rag was wrapped around
the syringe as the sample was drawn into it, thus condensing it.
7. Once a sample was drawn, the refractometer was used to determine the refractive
index values.
8. The bottom, top, overhead, and feed rates were again measured on the rotameter
and then averaged with the first set of flow rate data.
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APPENDIX II: STACKED SEQUENCE LABVIEW CODE

The following and screenshots of the original LabVIEW stacked sequence code to run the
distillation column. Screenshots are labeled with corresponding frame numbers to
represent the frame of each sequence and subsequence.

Figure 45: Frame 0 - Idle

Figure 46: Frame 1.0 - Drain Column
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Figure 47: Frame 1.1- Stop Drain

Figure 48: Frame 1.2.0- Feed Sub-Sequence
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Figure 49: 1.2.1- Feed Sub-Sequence

Figure 50: 1.3- Stop Feed
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Figure 51: 1.4.0 - Heating Sub-Sequence

Figure 52: 1.4.1- Heating Sub-Sequence
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Figure 53: 1.4.2 - Heating Sub-Sequence

Figure 54: 1.4.3 - Heating Sub-Sequence
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Figure 55: 1.4.4 - Heating Sub-Sequence

Figure 56: 1.4.5 - Heating Sub-Sequence
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Figure 57: 2 - Normal Operation Bottom Level Loop

Figure 58: 2 - Normal Operation Bottom Temperature Loop
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Figure 59: 2 - Normal Operation Miscellaneous

Figure 60: 2 - Normal Operation Feed Loop
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Figure 61: 2 - Normal Operation Accumulator and Distillate Loop

Figure 62: 2 - Normal Operation Top Temperature and Reflux Loop

112

Figure 63: 3.1 - Shutdown Wait

Figure 64: 3.2 - Shutdown Sequence
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APPENDIX III: FISCHER VALVE QUOTE
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APPENDIX IV: UPDATED LABVIEW CODE

Figure 65: Block diagram of Updated LabVIEW Code with State Machine Architecture
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Figure 66: Expanded Master Cluster Initialization Variables
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Figure 67: Timeout Event to Update FieldPoint Channels or Simulated Variables with
Control Points SubVI

Figure 68: Control Points SubVI for Simulated Signal

Figure 69: Control Points SubVI for Actual Signal from FieldPoint Channel
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Figure 70: Example of Event Structure Monitoring for Control Value Change to Move
the System to Shutdown State

Figure 71: Idle State
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Figure 72: Example of Automatic Startup Case

Figure 73: Example of Automatic Startup Case Waiting to Progress Until a Temperature
Setpoint is Met
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Figure 74: Example of Final Automatic Startup Case Monitoring for One of Three Events
to Occur to Transition to Normal Operation

Figure 75: Manual Startup Case
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Figure 76: Normal Operation State

Figure 77: Example of Feed SubVI Executed in Normal Operation State
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Figure 78: Example of a Case in the Automatic Shutdown State

Figure 79: Manual Shutdown State
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Figure 80: Indicators and Conditional Terminal Updated at the End of Each Loop
Iteration

Figure 81: Simulation Delay SubVI Code
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Figure 82: Timer SubVI Code

Figure 83: Example of Conversion SubVI Code

Figure 84: Simulator Block diagram Updating Network Variables
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Figure 85: Simulator Front Panel Interface
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APPENDIX V: C&I ENGINEERING REDESIGN DIAGRAMS

Equipment arrangement diagrams created by C&I Engineering for the redesign of the
distillation process.

Figure 86: Isometric Diagram of Redesign Equipment Arrangement Developed by C&I
Engineering

126

Figure 87: Isometric Diagram Layered Overtop of Equipment Scan Image Developed by
C&I Engineering
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